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, , Internal Lette~ ~ Rock'Jili International 
031-80w-Ol~S.,:" August 14. 1980 

TO, 

Those Listed	 C.E. \.Iinzer 
Plant Services 
0/031. 055-5512 

_.:l,e;;!. DRINKING IoJhTER SUPPLY - SSFL 

HI STORY 

In 1949 at the beginning of industrial activity at SSFl, on-site-wells 

were the only water source and bottled water was used exclusively for 

drinking. 

Facilities expansion ultimately created the need for employee cafeterias 

(since discontinued) and the requirement for water treatment equipment 

~o fi Iter and chlori~ate. Buildings adjacent to these cafeterias loc~ted 

in Service Areas I and II, were then provided with on line drinking fountains 

and suppl ied treated \':ater through this same equipment. County potab!e water 

became available in 1965 and with this new source, service from on-si~c weI Is 

;'Jas discontinued. 

In 1969. as a cost savings proposal, plans ,,,ere adopted to uti I ize I ir,e water 

at all drinking fountain locations, hONever, resistance to this plan was so 

emotional that it was never fully implemented. The major complaints being 

occasional discoloration, due to iron oxide from bare steel service pipe, 

and subjective taste. 

In 1977. as a result of the Hater drought of that period, our most productive 

on-site wells (Area I Well #5 and Area II Well #13) were reactivated. 

Operation of these wells has continued through a permit by the State Health 

Department and has resulted in both a reliable secondary water source and a 

pirect cost savings of purchased water which exceeds SSO,OOO per year. 

Below is a listing of all current water ingestion locations, by division 

and type. 

DIVISION ON-L1 NE ON-L1 NE ON-LI NE BOTILEO 
COFFEE MACHINE 50FT DRINK MACH. DRINKING FOUNTAIN WATER UNITS 

ROCKETDYNE 2 2 12 5~ 

ESC 2 2 ~ ..2!
TOTAL 4 ~	 16 105 

• ..•F(\fm h11·R R.... 3-7._ 

. , ." .. ."~ 
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PROBLEM5 

TeE has been discovered at WeI I #5. This co~tarnination is ~PPb over the 

Health Department limit of 5PPB and due tc the on-I ine ;~ge5tion locations 

has necessitatec closing do...m this valuable capital asset. (see attacned 

Department of Health letter dated July 3. 1930). The health hazard using 

water from this well is relat ively minor an~ contamination of a magnit~~e~ 
) 

5 times higher is described in the applica:::lf: government "snarl" repo:-t 

as follows: 

"50 PPb of T.C-E. ingested over a 70 year I ifetime. at the rate of two 

quarts of water per day. may result in one (1) additional death from cancer 

in a population of one million (1.000.000) people." 

ALTERNATI VE5 

Telephone discussion with Health Department officials suggest that Well #5 

may be reactivated and used in the potable water system in one of two ways: 

A. Blend water from Well #5 into the syst~~ such that total TCE does not 

exceed 5 PPb. 

This solution requires the in:.tallaticn of a new 611 coated '.-/ater line 

from Well #5 to the central storage tanks plus timers and electrical 

controls. estimated cost: 

6" pipe 5.500 ft. 5 165,000 

Timers and controls 5.000 

Design & Coordination 17,000 

TOTAL $ 187,000 

B. Convert all drinking water and vending machines to bottled water use. 

This solution requires the installation of one pump at each of the 

liquid vending machines plus a 20 gallon reservoir for each dual location 

(one coffee and one soft drink) and 16 new bottle water units (12 of which 

would have both a hot and cold faucet). The cost would be broken down 

between the divisions as follows: 

ROCKETOYNE ESG 

Pumps at 115.00 each 4x115.00 - 5 460.00 4x115.00 = $ 460.00 

20 gallon plastic reservoirs 2x110.00 =' S 200.00 2xlOO.OO - $ 200.00 

Electric connection 4x100.00 • $ 400.00 4x100.00 • $ 400.00 

Drinking fountain hot & cold 8x261.00' $2,088.00 4x261.00 - 51,044.00 

Drinking fountain cold only ~.179.00 =' S 716.00 

53,864.00 S2,104.00 

• 

, ., .-",' 
, 

.........,. 
• 

. 
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, 
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Additional annual operating cost for water, paper cups and handling would be 

approximately S.IO/oer person per day or: 

ROCKETDYNE 

300 people x 22.~: = 56,720 

ESC 

250 people x 22.": = 55.600 

EVALUATION 

In order to esta~: :sh a rational value for util ization of Well #5 the 

fol lowing consjcE~~tions and assumption were used: 

Continued use of ~el I #13 as the only on-site supply ~:ill: 

I.	 Deplete ~he water table at the Well head at a more rapid rate 

resultjn~ in higher pumping cost, and more frequent pump replacement. 

2.	 Cause extended periods whereby on-site water is not available 

and cown:y water must be purchased. 

Assuming that 60'. of our monthly \·:ell water mal<e-up cores from Well H5 and 

deducting power -aintenance and depreciation. the annual savings are: 

.246 x 7.2 x 106 ,<.3 = $17.712
-;;-ft. 3 

Where.246 is the difference between the cost of county water and on-site 

well water and 7.2 x 106 is 60~ of the annual volume s~pplied from the wells in 

cubic feet. 

NOTE: County water cost have not been increased in the past 18 months, although 

on-site pumping cost have been updated. A high portion of water cost is 

power and since kilowatt cost have almost doubled we may expect a significant 

rise by the end of this year. Continued use of these on-site wei Is will 

therefore result in a substantially higher savings. 

The current savir.gs between the divisions, based on the past 6 months bil I iog. 

is applied to the estimated Well #5 value as follows: 

ROCKETDYNE	 .686 x 17.712 = $12.161 

ESC .314 x 17.712 = $ 5.551 

RECOMMENDATION 

Solution "Sit not only provides an economic payback in the form of water cost 

reduction, which increases with time, but most important the prospect of 

ingestion of contaminated water, as a result of cross connection with on-site 

reclaim water or backflow through process equipment is eliminated . 

• . . Document Provided and Located on: 
 http://www.RocketdyneWatch.org



Page 4
" .	 " August 14, 1980 

I the re fore recoovnend tha t So 1u t j on liB" be pursued ana i r.p I ernen ted I a f te r 

~eallh Department formal a~proval, at the earl iest date. 

Individual unit cost is un~er 5300.00 at each vending ~achine and drinking 

&c~nt~in location so that ~~~~-se funds may be used f~~ ~~-s oroject. 

, '
 
/ ~ I "
 

~--a/ .-;-!- ..~ L ~ --- C. £. Winzer, 0/rY:. I 
Plant Engineering Water Sv::;er.-i50r 

CE\J:mb 

cc:	 A.R. Bjorklund
 
Director of Facilities a~d Industrial Eng.
 
Rocketdyne-Canoga
 
540, 055-BA65
 

R.W'. Hartzler
 
Director of Facilities 1 Industrial Eng.
 
ESC - De Soto
 
770, O]l-JB02
 

D.S. Ploszaj
 
768, 071-T040
 

C.J. Nordquist
 
564, 055-BA66
 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



RoclIeldyne 01'11,100 
6633 Canoga Avenue " 

"

I, 
, " 

RockwellCanoga Park, California 91304 
Telex: 698478 International 

.I. 
January 9. 1981 In reply refer to 81RC00268 

Mr. John Curphey
 
District Sanitary Engineer
 
Department of Health Services
 
Sanitary Engineering Section
 
3704 State Street, Suite 212
 
Santa Barbara, California 93105
 

Dear Mr. Curphey: 

We wish to implement plans to eliminate ingestion of water from our 
domestic distribution system at the Santa Susana Field Laboratory 
by the exclusive US~ of bottled water. 

After all present 00-1 ine ingestion locations have been el iminated, 
we wish to reactivate our on-site Wells #5 and #6 (see enclosed 
water analysis reports from Well #6) to provide partial make-up of 
water for the remainder of our domestic requirements. 

At present water is being ingested at one hundred twenty-nine (129) 
separate locations. On-line services supply only twenty-four (24) 
of these locations (see the tabulation below). The remainder are 
now served by bottled water. 

, DIVISION ON-LINE ON-L1 NE ON-Ll NE BOTTLED 
COFFEE HACHINE SOFT DRINK HACH. DRINKING FOUNTAIN WATER UNITS

[~,\!illj I Rocketdyne 2 2 12 5~ 

,I" L ESG 2 -- .22 ~ 

Tota I ~ ~ 16 105':\!II!I,\,', 
Our conversion plan will include the installation of plastic water reser
voirs and pumps at all liquid vending machines to uti 1ize bottle water. 

The Santa Susana Field laboratory is located in the Santa Susana Mountains 
between the Simi and San Fernando Valley. There are between 1100 and 
1400 people employed at this 2400 acre security controlled facility. 

In 1949 at the beginning of industrial activity at SSFL, on-site wells 
were the only water source and bottled water was ued exclusively for 
drinking.

" 
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Mr. John Curphey 
January 9. 1981 
Page 2 

Facilities expansion ultimately created the need for employee cafeterias 
(s.ince discontinued) and the requirement for water treatment equipment 
to filter and chlorinate. Buildings adjacent to these cafeterias located 
in Service Areas I and II were then provided with on-line drinking foun
tains and supplied treated water through this same equipment. County 
potable water became available in 1965 and with this new source, service 
from on-site wells was discontinued. 

In 1969. as a cost savings proposal. plans were adopted to utilize line 
water at all drinking fountain locations. however, resistance to this 
plan was so emotional that it was never fully implemented. The major 
complaints being occasional discoloration. due to iron oxide from bare 
steel service pipe, and subjective taste. 

In 1977, as a result of the water drought of that period, our most pro
ductive on-site wells (Area I Well #5 and Area II Well H13) were reacti
vated and Well #6 was planned for standby service. Operation of these 
wells has continued 'through a permit by the State Health Department and 
has resulted in a reliable secondary water source which may be used as 
necessary to reduce county water consumption. 

TCE was discovered at Well #5 in May of 1980. This contamination is qPPb 
over the Health Department limit of 5PPb and due to the on-line ingestion 
locations has necessitated closing down this dependable water source. 

TCE has also been discovered in Well #6, this reducing our on-site well 
supply potential to only one well. H13. 

If this proposal for activation of Wells #5 and #6 is approved, employees 
will be notified by a notice in our by-weekly paper and internal letter 
to all management that only bottled water may be ingested at this facility. 
Appropriate signs will also be posted. 

) 
''''."''' /' 't· ,/ ( ... ' 

Supervisor 

APPROVED, 

/. .S, ,~ • ~ .--e--
A. R. Bjorklund, Director 
Facilities & Industrial Engineering 
ROCKETDYNE DIVISION 
ROCKWELL INTERNATIONAL, INC. 
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State of I ~Iifornia Department of Health Services 

Memorandum 

To 1. .1. Gannon Dote: March 9, 1983A, ;L. 
Subiect: Rockwell International 
Corporation, Rocketdyne 
Division, System No. 56-004 

From John Curphoy ~ 
A. Introduction 

On January 12, 1983, T met with Mr. C~r1 Winzer, Water Quality Supervisor. 
of the Rockwell Interational Corporation, for an i~spection of the domestic 
water system at Rocketdyne. The non-community water system serves aprrox
mately 700 employees throughout the year. The system has a domestic water 
permit issued on May 8, 1978. The permit is not subject to special pro
visions. The system was last inspected on April 9, 1982. 

B. Source of Supply 

The company's source of water supply consists of one active well, No. 13, 
two standby wells, Nos. 5 and 6, which will be reactived, and water from 
the Ca11eguas Municipal Water District through an 8-inch connection to 
the Ventura County Water Works District No. 17. The Calleguas MWD 
conne~tion has a capacity of 800 gpm. The wells are equipped with sub
mp.rsiblc pumps which discharge above ground. We have requested that the 
well bases be raised above any possible flooding level and that all vents 
to the wells be adequately screened. No sewage disposal systems are lo
cated near the wells. However, Rockwell does maintain three sewage 
treatment plants and maintains a water reclamation system for rocket 
engineer cooling and fire protection. The well water is chlorinated as 
a precautionary measure. 

C. Storage Facilities 

The system is served by six reservoirs providing 1.9 MG of storage. The 
reservoirs are of steel construction and are located above ground. The 
reservoirs have screened vents. 

D. Treatment Facilities 

The wells receive chlorination treatment. New gas chlorinators have 
been installed. The chlorinators are Wallace and Tiernan models. Well 
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No. 13 has a 20 ppd capacity and Well No.5 has a 5 ppd capacity. The 
chlorinators have automatic switchover mechanisms and a chlcrine residual 
of 1.0 mgtl is maintained leaving the well sites. The chlorinators are 
housed to prevent vandalism. 

E.	 Distribution System 

The	 distribution system consists of one pressure zone. Pressures ranoe 
between 80 and 155 psi. Mains consist of 3- to 12-inch steel and a-inch 
cast	 iron lines. The company maintains ten feet horizontal and one foot 
vertical separation between water and sewer lines. The condition of the 
mains is generally good and the company has a main replacement program. 
The	 system contains four dead ends which are flushed on a monthly basis. 

F.	 Water Quality and Monitoring 

1.	 Bacteriological Quality 

A review of the bacteriological records for the past year indicates 
that the company has complied with the bacteriological Drinking Water 
Standards during the past year. 

2.	 Chemical Quality 

General General 
Source Mineral Inorganics Physical Organics Radioactivity 

Well No.5 6-5-80 6-5-80 12-8-77 7-;8-80 
Well No.6 
{standby} 2-25-63 
Well No. 13 
(standby) 1-12-83 1-12-83 7-18-80 
MWD 12-15-82 3-15-82 Daily 4-1-82 9-15-79 

The	 water company has tested the wells for TCE and found levels of 
approximately 10 ppb in Wells Nos. 5 and 6. The wells have been 
turned off since then and the company is proceeding with plans to 
provide bottled water for all drinking purposes in order to utilize 
the wells. 

3.	 Physical Quality 

Monitoring is conducted using visual inspection and flushing records. 

G.	 Operation and Maintenance 

1.	 Operator Certification 

Carl Winzer Water Quality Supervisor Grade II 
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2. Cross-Con~ection Control Program 

The company maintains its nwn cross-connection control program.
 
The company has water services to its three sewage treatment plants

through RPP backflow prevention devices and various te:tir.g facili 

ties have backflow prevention devices on their services. The com

pany has a list of the backflow prevention devices installed in the
 
system and yearly testing is required. Mr. Winzer and some of
 
the other employees have attended the cross-connection control class
 
and are certified testers.
 

3. Main Disinfection 

New mains are disinfected using HTH tablets or liauid chlorine 
as a disinfectant with a contact time of at l~ast 24 hours and a 
final chlorine residual of at least 25 mg/l. Bacteriological 
tests are made after main disinfection. 

4. Flushing and Valve Maintenance Program 

Main line valves are exercised and the mains are flushed yearly. 

5. Comp] aints 

The company reported that it recp.ived three color and two pressure 
complaints during the past year. The complaints were inspected 
and corrections made. The system will shortly provide bottled 
water for all employees. "Dc Not Drink" signs are posted at all 
water faucets. 

H. System Appraisal 

The company has found TCE levels Of approximately 10 ppb in the wells. 
The company is proceeding ~i'h providing bottled ~ater for all drinking 
purposes. Samples collected during the i~spect10n gave levels of 
2.5 and 2.8 in Wells Nos. 5 and 13, respectively. 

I. Evaluation for COmpliance with Waterworks Standards 

Number of Service Connections = 200 

Source Capacity Storage Capacity 

MI'IO ; 800 1• 1.0 5. 0.5 
Well No. 13 ; 220 2. 0.1 6. 0.1 

3. 0.1 
Total; 1020 gpm 4. 0.1 

Total = 1. 9 MG 
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Waterworks Standards Chart Analyses 

Ma)l. Ave. Mo~th Air Temperature = 78°F from Clirnato1ogical Data 1981 
Max. Day Demand from Chart 1 Max. Storage Volume from Chart 3 

00 = 300 gpm V = 0.16 MG o
 

Additional services can be added; system is adequate.
 

Analys~Usin~ater Usage Records
 

N/A
 

cc: Berkeley, District 
JNC:seh 
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.-..;...'------...;.-"------~-------,------- ,,-_. ---"'-'
OEPARTMENT OF HEALTH SERVICES 
DRINKING WATER FIELD OPERATIONS BRANCH 
530 E. MONTECITO STREET. ROOM 102 
SANTA BARBARA, CAUFORNtA 93103 
(805) 963--8616 
FAX 1805) 962-0927 April 15, 1999 

Cappello & McCann LLP
 
831 State Street
 
Santa Barbara, CA 93101
 

Attention: Troy A. Thielemann, esq 

Gentlemen: 

This letter is in regard to your Subpoena of March 22, 1999, for 
records in the case of Lawrence O'Connor, et al., vs Boeing North 
American, Inc., at a!., and my subsequent phone call to you. I 
advised you that we had checked to see if there were records in 
our Sacramento HQ office and determined that there were some 
water quality data in the computer. We printed out the data and 
attached is a copy for your records. 

John Curphey, P.E. 
District Sanitary Engineer 

Sincerely, 

Santa Barbara District (DWFOB) 

cc: Cindy Forbes, 
Chief, Central California Region 

L041599.00C 
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DATE: 04/08/99 

REPORT: R0040/2· 3 

STATE OF CALIFORNIA 

ORINKING WATER PROGRAM 

PAGE: 

ALL 

FOR 

DRINKING WATER ANALYSES RESULTS REPORT 

SAMPLES FOR ALL C~STITUENTS - ALL RESULTS 

SAMPLE OATE RANGE OF 19740101 THRU 19990408 

REPORT OF COONTY: 56 VENTURA 

SYSTEM 

SOORCE 

NO: 

NO: 

5610004 

DOl 

NAKE: 

NAKE: 'JELL 05 

COONTY: 

PSCOOE: CLASS: DEAD STATUS; AR 

GROOP IDENTIFICATION SAKPLE 

CONSTITUENT IDENTIfiCATION DATE RESULT " MeL OCR TRIGGER UNIT 

---------_ ...................-.-----------------------------------------------------------------------------------_ ..... _
S1	 REGULATED VOC 

34030 6ENZENE 01/10/1965 < .500 1.000 .500 .500 UG/L 

32102 CAR60N TETRACHLORIDE 01/10/1965 < .500 .500 .500 .500 UG/L 

32102 CAR60N TETRACHLORIDE 04/23/1986 < 1.000 .500 .500 .500 UG/L 

32102 CAR60N TETRACHLORIDE 08/19/1986 < .500 .500 .500 .500 UG/L 

32102 CAR60N TETRACHLORIDE 08/25/1967 < .500 .500 .500 .500 UG/L 

32102 CAR60N TETRACHLORIDE 12/04/1967 < .500 .500 .500 .500 UG/L 

77093 CIS-1,2-DICHLOROETHYLENE 10/30/1986 7.500 " 6.000 .500 .500 UG/L 

77093 CIS-1, 2-0 I CHLOROETHYLENE 08/25/1987 < .500 6.000 .500 .500 UG/L 

77093 CIS-l,2-0ICHLOROETHYLENE 12/04/1987 < .500 6.000 .500 .500 UG/L 

34423 OICHLOR~ETIlANE 05/02/1965 < .500 5.000 .500 .500 UG/L 

34423 OICIiLORC»4ETHANE 04/23/1986 < 1.000 5.000 .500 .500 UG/L 

34423 OICIiLOROHETIlAIlE 08/19/1986 1.000 " 5.000 .500 .500 UG/L 

34423 OICHLOROHETIlANE 06/04/1987 30.000 " 5.000 .500 .500 UG/L 

34423 OICHLOROHETHANE 08/25/1987 < .500 5.000 .500 .500 UG/L 

34423 DICHLOROHETHANE 12/04/1987 < .500 5.000 .500 .500 UG/L 

34371 ETIIYL6ENZENE 01/10/1985 < .500 700.000 .500 .500 UG/L 

34301 MONOCIILOR06ENZENE 01/10/1985 < .500 70.000 .500 .500 UG/L 

34301 MONOCHLOR08ENZENE 04/23/1986 < 1.000 70.000 .500 .500 UG/L 

34301 MONOCHLOR06ENZENE 08/19/1986 < .500 70.000 .500 .500 UG/L 

34475 TETRACIILOROETHYLENE 01/10/1985 < .500 5.000 .500 .500 UG/L 

NOTE1: " " RESUL TIS EQUAL TO OR GREATER TIIAN TR I GGER 

NOTE2: .000 " RESULT WAS REPORTED AS NON-OETECTEO EXCEPT FOR RAD 
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2 DATE: 04/08/99
 

REPORT: R0040/2-3
 

SYSTEM NO: 5610004 NAME:
 

SooRCE NO: 001 NAME: WELL as
 

GRooP IOENTIFICATION 

CONSTITUENT 10ENTIFICATIOH 

34475 TETRACII lOROET IlYlENE 

34475 TETRACII lOROElHYlENE 

34475 TETRACII lOROEl IlYlENE 

34475 TETRAClllOROETIlYlENE 

34010 TOLUENE 

3454l!> TRANS-1,2-0IClllOROETIlYlENE 

3454l!> TRANS-l,2-0IClllOROETIlYLENE 

3454l!> TRANS'l, 2'DIClllOROETIlYLENE 

34546 TRANS'1, 2-DIClllOROETIlYlENE 

3454l!> TRANS-1,2-DIClllOROETIlYlENE 

34546 TRANS-l,2-0IClllOROETIlYlENE 

34546 TRANS-l,2-0IClllOROETIlYlENE 

3454l!> TRANS-i, 2-DIClllOROETHYlENE 

39180 TRICHlOROETIiYlENE 

~7	 39180 TR I CHlOROETHYLENE 

39180 TR I CHlOROETHYLENE 

39180 TR I CHlOROETHYLENE 

39180 TRICHLOROETHYLENE 

39180 TR I CHlOROETHYlENE 

39180 TRICHLOROETHYLENE 

39180 TRIClilOROETHYLENE 

39180 TRIClilOROETHYLENE 

39180 TRICHLOROETHYLENE 

NOTE1: * 
NOTE2: .000 

STATE OF CALIFORNIA 

ORINt:::ING WATER PROGRAM 

DRINKING WATER ANALYSES RESULTS REPORT 

All SAMPLES FOR All CONSTITUENTS - All RESULTS 

FOR SAMPLE DATE RANGE OF 19740101 TIlRU 19990408 

REPORT	 OF CooNTY: 56 VENTURA 

CooNTY: 

PSCOOE: 

SAMPLE 

DATE RESUl T * MeL 

04/23/1986 < 1.000 5.000 

08/19/1986 < .500 5.000 

08/25/1987 < .500 5.000 

12/04/1987 < .500 5.000 

01/10/1985 < .500 150.000 

05/02/1985 < .500 10.000 

08/23/1985 < 1.000 10.000 

11/01/1985 4.000 * 10.000 

04/23/1986 3.000 * 10.000 

08/19/1986 6.500 * 10.000 

06/04/1987 7.000 * 10.000 

08/25/1987 6.000 * 10.000 

12/04/1987 16.000 * 10.000 

01/10/1985 78.000 * 5.000 

05/02/1985 180.000 * 5.000 

08/23/1985 25.000 * 5.000 

11/01/1985 86.000 * 5.000 

04/23/1986 51.000 * 5.000 

08/19/1986 < .500 5.000 

10/30/1986 93.000 * 5.000 

06/04/1987 81.000 * 5.000 

08/25/1987 57.000 * 5.000 

12/04/1987 130.000 * 5.000 

" RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

" RESULT WAS REPORTEO AS NON-DETECTED EXCEPT FOR RAD 

CLASS: 

0'" 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

PAGE: 

OEAD	 STATUS: AR 

TRIGGER UNIT 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 UG/l 

.500 VG/l 

.500 UG/l 

.500 VG/l 

.500 VG/l 

.500 VG/l 

.500 VG/l 

.500 UG/l 
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3 DATE: 04/08/99 STATE Of CAll FORNIA PAGE: 

REPORT: R0040/2-3 DRINKING WOATER PROGRAM 

ORIIlKING \lATER AHALYSES RESULTS REPORT 

ALL SAMPLES FOR ALL CONSTITUENTS - ALL RESULTS 

FOR SAHPLE DATE JWlGE OF 19740101 THRU 19990408 

REPORT OF COUNTY: 56 VENTURA 

SYSTEM NO: 5610004 NAME: casNTY : 

SWll:CE NO: 001 NAME: WELL 05 PSClXlE: CLASS: DEAD STATUS: AR 

GROtJI> IDENTI FICATlON SAMPLE 
CONSTITUENT IDENTIFICATION DATE RESUl T • Mel ''" TRIGGER UNIT 

34488 TRICHLOROfLUOIl:CMETIWiE 01/10/1985 < .500 150.000 5.000 5.000 UG/l 
34488 TRICHLOROfLUOIl:CMETHAHE 04/23/1986 < 1.000 150.000 5.000 5.000 UG/l 
34488 TRICHLOROfLlJOIl:(JETIWiE 08/19/1986 < .500 150.000 5.000 5.000 UG/l 
34488 TRICHLOROFLIJORCMETHAHE 08/25/1987 < .500 150.000 5.000 5.000 UG/l 
34488 TRICMLOROfLUOIl:CMETIWiE 12/04/1987 < .500 150.000 5.000 5.000 UGIl 
39175 VINYL CHLORIDE 01/10/1985 < .500 .500 .500 .500 UGll 

39175 VINYL CHLORIDE 11/01/1985 < 1.000 .500 .500 .500 UGIl 
39175 VINYL CHLORIDE 04/23/1986 < 1.000 .500 .500 .500 UGIl 
39175 VINYL CHLORIDE 08/19/1986 < .500 .500 .500 .500 UG/l 

39175 VINYl CHLORIDE 06/04/1987 < 1.000 .500 .500 .500 UG/l 

39175 VINYl CHLORIDE 08/25/1987 < .500 .500 .500 .500 UG/L 

39175 VINYl CHLORIDE 12/04/1987 < 1.000 .500 .500 .500 UG/L 

81551 XYLENES (TOTAL) 01/10/1985 < .500 1,750.000 .500 .500 UG/L 

34496'.'-DICHLOROETHANE 01/10/1985 < .500 5.000 .500 .500 UG/L 

344961.1·DICHLOROETHANE 04/23/1986 < 1.000 5.000 .500 .500 UG/L 

344961.1-DICHLOROETHANE 08/19/1986 < .500 5.000 .500 .500 UG/L 

34496 1,1-DICHLOROETHANE 08125/1987 < .500 5.000 .500 .500 UG/L 

34496 1,1-DICHLOROETHANE 12/04/1987 < .500 5.000 .500 .500 UG/L 

34501 1,1-0ICHLOiIOETHYLENE 01110/1985 < .500 6.000 .500 .500 UG/L 

34501 1,1-DICHLOROfTHYLENE 04/23/1986 < 1.000 6.000 .500 .500 UG/L 

34501 1,1-DICHLOROETHYLENE 08/19/1986 < .500 6.000 .500 .500 UG/L 

34501 1,1-DICHLOROfTHYLENE 08/25/1987 < .200 6.000 .500 .500 UG/L 

34501 1,'-DICHLOFlOETHYLENE 12/04/1987 < .200 6.000 .500 .500 UG/L 

NOTEl: • s RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTEl: .000 s RESULT IJAS REPORTED AS NOH-DETECTED EXCEPT FOR RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



,PAGE:STATE OF CALIFORNIADATE: 04/08/99 
DRINKING ~TER PROGRAMREPORT: 1I0040/Z·3 

DRINKING WATER AHAlYSES RESULTS REPORT 

All SAMPLES FOR All COHST ITUENTS - All RESULTS 

FOR SAMPLE DATE RANGE OF 19740101 THRU 19990408 

REPORT OF COUNTY: 56 VENTURA 

COJNTY:SYSTDl NO: 5610004 NAKE: 
PSCClIE: CLASS: DEAD STATUS: Ai

SCl/ll:CE NO: 001 NAME: \.IEll OS 

SAllPLE 

DATE RESULT· Mel OCR TRIGGER UNIT 
CRCUP IDENTlFICATlOII 

CONSTITUENT IDENTIFICATIOII 

34506 1,1,l-TRICHlOROETIlANE	 01/10/1985 • .500 200.000 .500 .500 l.<1l 

1.000 ZOO.OOO .500 .500 UGIl34506 l,l,1-TRICHlOR0E1IlANE 04/23/1986 • 
.500 zoo. 000 .500 .500 UG/l

34506 " " ,.TRICillOR0E11W1E 08/19/1986 • 
34506 1, " ,. TRIClllOROETIWIE 08/Z5/1987 • .500 200.000 .500 .500 l.</l 

34506 I, " 1-Til I CHlOROETKANE	 12/04/1987 • .500 200.000 .500 .500 l.</L 

08/Z5/1987 .500 l,Zoo.ooo 10.000 10.000 UG/L81611 l,l,2-TRICHlORO-l,2,2-111IFlUOROETIlANE • 
1,200.000 10.000 10.000 UGIl111611 1,1,2-TRICHlORO-l, 2,2- Til I FlUOROETIlANE 12104/1987 •	 .500 

.500 5.000 .500 .500 l.<1l34511 l,1,2-TRICHlOlt0E1IlANE	 01/10/1985 • 
5.000 .500 .500 OG/l34511 l,I,2-1RICHlOROETIWIE 04/23/1986 • 1.000 

.500 UG/l34511 l,I,2-TRICHlOROETIlANE	 08/19/1986 • .500 5.000 .500 

34511 l,l,2'TIIICHlOROETKANE 08/25/19117 • .500 5.000 .500	 .500 UG/l 

.500 UG/lYo511 l,l,2·TIIICHlOROETKANE 12104/1987 • .500 5.000 .500 

Yo516 1, l,2,2·TETRAClllOROETIlANE 01/10/1985 • .500 1.000 .500 .500 OG/l 

1.000 .500 .500 VG/l345161,l,2,2·TETRACHlOROETIlANE	 04/23/1986 • 1.000 

34516 l,l,2,2-TETRACHlOltOETHANE 08/19/1986 •	 .500 1.000 .500 .500 UG/l 

.500 1.000 .500 .500 UG/l34516 l,1,2,2-TETIIACHlOROETHANE 08/25/1987 • 
.500 UG/l34516 " 1,2,Z-TETIIACHlOROETHANE	 12104/1987 • .500 1.000 .500 

34536 1,2·01CHLOR08ENZENE 01/10/1985 • .500 600.000 .500	 .500 UG/l 

.500 UG/lYo5361,2·0ICHLOR08ENZENE	 01/10/1985 • 1.000 600.000 .500 

34531 l,2-0ICHlOROETHANE 01/10/1985 • .500 .500	 .500 .500 UG/l 

.500 .500 UG/l34531 1,2-0 I CHlOROETHANE	 04/23/1986 • 1.000 .500 

34531 l,2-01CHlORDeTHANE 08/19/1986 • .500	 .500 .500 .500 UG/l 

.500 .500 .500 UG/l34531 1,Z-0ICHlOilOETHANE	 08/25/1987 • .500 

NOTE1: • "' RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTE2: •000 "' RESULT WAS REPORTED AS NON -DETECTED EXCEPT FOR .... 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



5 DATE: 04/08/99 STATE OF CALIFOitNIA PAGE: 

REPORT: R0040/2·3 DRINKING lJATER PROGRAM 

DRINKING ~TER ANALYSES RESULTS REPORT 

ALL SAMPLES FOit All CONSTITUENTS' ALL RESULTS 

FOR SAKPlE DATE IWlGE OF 19740101 THIttJ 19990408 

REPORT OF COUNTY: 56 VENTURA 

SYSTEM NO: 5610004 N.\HE: COUNTY: 

SCURCE NO: 001 N.\HE: IJELl 05 PSCOOE: CLASS: DEAD STATUS: AR 

GRWP IDENTIFICATION SAMPLE 

CONSTITUENT IDENTIFICATION DATE RESULT· Mel OLR TRIGGER UNIT 

3453T 1,2'DICHLOItOETIWlE 12/04/1987 < .500 .500 .500 .500 lIC/L 

3454T l,2-DICHLOROPROPAJiE 08/Z5/1987 < .500 5.000 .500 .5C1O lIC/L 

34541 l,2-DICHLOROPROPAJiE 12/04/1987 < .500 5.000 .500 .500 UG/L 

34551 l,2,4'1II:ICHLOR08ENZENE 01110/1985 < 1.000 70.000 .500 .500 UG/l 

34571 1.4-DICHlOROBENZENE 01110/1985 < .500 5.000 .500 .500 UG/L 

34571 '.4·DICHlOR08ENZENE 01110/1985 < 1.000 5.000 .500 .500 UG/l 
_._ _ ----_ -------_ ------------_. _. _ --. --
TN TRINALOMETIWlE'TOTAL 

82080 TOTAL TRIHALCMETHA.NES 08/25/1987 < .500 100.000 .500 .500 VG/l 

82080 TOTAL TR I HALCMETHA.NES 12/04/1987 < .500 100,000 .500 .500 VG/l 
-----------------_ ----------_ - ---_ _ --_ . 

s2 REGULATED soc 

34247 BENZO (A) PYRENE 01/10/1985 < 1.000 .200 ,100 .100 UG/L 

39100 DI (2'ETHYlHEXYl )PHTHALATE 01/10/1985 < 5.000 4.000 3.000 3.000 UG/L 

39410 HEPTACHLOit 01110/1985 < .020 .010 .010 ,010 UG/L 

39410 HEPTACHLOR 05/02/1985 < .020 .010 .010 ,OlD UG/L 

39420 HEPTACHLOR EPOXIDE 01110/1985 < .050 ,010 .010 .010 UG/L 

39700 HEKACHLOIt08ENZENE 01110/1985 < 1.000 1.000 .500 .500 UG/L 

34386 HEKACHLOitOCYCLOPENTAD1ENE 01110/1985 < 10.000 50.000 1,000 1.000 UG/L 

39032 PENTACHLOROPHENOL 
....... -_ -_ ---_. _ _ 

01/10/1985 
-------_ 

< 1.000 1.000 
--. _ _ 

.200 .200 
-

UG/L 
-

VA UHREG. TABLE A 

32101 BROMOOICHLOItMETHANE (THN) 01110/1985 < .500 100.000 .500 .500 UG/L 

NOTEl : • " RESULT IS EOUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 " RESULT WAS REPORTED AS NON'OETECTED EXCEPT FOR RAG 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 STATE OF CALIFORNIA PAGE: 6 
REPORT: R004012'3 DRINKING ~ATER PROGRAM 

DRINKING WATER AAALYSES RESULTS REPORT 

ALL SAHPLES FOR ALL CONSTITUENTS' ALL RESULTS 

FOR SAMPLE DATE IUJIGE OF 19740101 THRU 19990408 

REPORT Of CWNTY: 56 VENTUfU 

SYSTEH NO: 5610004 

SWRCE NO; 001 
""", 
IlAHE: \lELL D5 

CWNTY: 

PSCOOE: CLASS: DEAD STATUS: AR 

GRaJP IDENTIFICATION SA>lPLE 
CONSTITUEIIT IDENTIFICATION DATE RESUL T • MeL OL' TRIGGER UNIT 

32101 BROHOOICHLORMET~E (THH) G4/23/1986 < 1.000 100.000 .500 .500 UGIL 
32101 BROMODICHLORMETHANE (THH) 08/19/1986 < .500 100.000 .500 .500 UGIL 
32101 BROMOD I CHLOllHE THANE (T HH) 08/25/1987 < .500 100.000 .500 .500 UGIL 
32101 BROMODICHLORHETHAHE (THH) 12104/1987 < .500 100.000 .500 .500 UGIL 
32104 BRCJIOFORH (TlIH) 01/1011985 < .500 100.000 .500 .500 UG/L 
32104 BRCJIOFORH (THM) 04/23/1986 < 1.000 100.000 .500 .500 UG/L 
32104 8RCMlFORH (THH) 08119/1986 < .500 100.000 .500 .500 UGIL 
32104 BRCMlfORH (T1lM) 08125/1987 < .500 100.000 .500 .500 UGIL 
32104 BRCJIOfORH (TIOl) 12/04/1987 < .500 100.000 .500 .500 UGIL 
34413 BRCItOMETIWlE 08/25/1987 < .500 ........ - .500 .500 UG/L 
34413 BROOIETIWlE 12/04/1987 < .500 ....... -- .500 .500 UG/L 
34311 CHLOllOETIWlE 01/1011985 < .500 ....... -- .500 .500 UG/L 
34311 CHLOllOETHANE 04/23/1986 < 1.000 ..... -_.. .500 .500 UG/L 
34311 CHLOlla;THANE 08/19/1986 < .500 ---....... .500 .500 UG/L 
34311 CHLOllOETHAHE 08/Z511987 < •500 --........ .500 .500 UG/L 
34311 CHLOROETHA.tIE 12104/1987 < •500 ....... -- .500 .500 UG/L 
32106 CHLOROFORM (THM) 01/10/1985 < .500 100.000 .500 .500 UG/L 
32106 CHLOROFORM (THM) 11/01/1985 < 1.000 100.000 .500 .500 UG/L 
32106 CHLOROFORM (THM) 04/23/1986 < 1.000 100.000 .500 .500 UG/L 
32106 CHLOROfORM (THM) 08/19/1986 < .500 100.000 .500 .500 UG/L 
32106 CHLOROfORM (TMH) 08/Z5/1987 < .500 100.000 .500 .500 UG/L 
32106 CHLOROFORH (THM) 12/04/1987 < .500 100.000 .500 .500 UG/L 
34416 CHLOROMETHANE 01/10/1985 < .500 ........ _. .500 .500 UG/L 

NOTEl : • '" RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 '" RESULT ~AS REPORTED AS NON-DETECTED EKCEPT FOR RAIl 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



•
 

DATE: 04/08/99 STATE OF CALIFORNIA 

REPOIl:T: RDG40/2- 3 DRINKING WATER PROG1W4 

DRINKING WATER AHAlYSES RESULTS REPORT 

ALL SAKPLES FOR ALL CONSTITUENTS - ALL RESULTS 

FOR SAMPLE DATE RANGE OF 19740101 THRU 19990408 

REPORT Of COUNTY: 56 VENTURA 

SYSTf)4 NO: 5610004 NAME: COONTY: VENTURA 

SCURCE NO: 001 NAME: \JELL OS PSCOOE: 

GROJP IDENTIFICATION SAIlPLE 

CONSTI TUENT IDENTI F1CATION DATE RESULT ... MOl 

..........
34418 CHLORC»IETIWlE	 04/23/1986 < 1,000 

..........
Yt418 CIlLORtMETKANE	 08/19/1986 < .500 
_.... __ ._34418 CHLORC»IETIWlE	 08125/1987 < .500 
_....._--34418 CIlLOR(JIfTIWiE 12JG4/1987 < .500 

32105 DIBRlXlCHLORC»lETIWIE (TIlM) 01/10/1985 < .500 100.000 

32105 OIBROMOCHLOROMETKANE (THM) 04/23/1986 < 1.000 100.000 

32105 OIBRlXlClllORCltETIlANE <THM) 08/19/1986 < .500 100.000 

32105 oIBROtOClllORC»lETIlANE eTWU 08/25/1987 < .500 100.000 

32105 oIBROtOClllORC»lETHANE enlH) 12/04/1987 < .500 100.000 

34668 01 ClllCllOOI flUOll:C»lETIWlE 01/10/1985 < .500 .. ---- .... 
.... _.....34668 DIClllCllOOI flUOll:C»lETIlAHE	 04/23/1986 < 1,000 

-34668 01 CHlCllOOI fLUOIl:C»lETHANE	 08/1911986 < .500 ... ---_ ..
..........
34668 OICHLOROOlfLUOROHETIWlE	 08125/1987 < .500 
..........
34668 01 CHlOROO I FLUOIl:CJ4ETHANE	 12104/1987 < .500 
....... _..
34566 1.3·OICHLOR06EHZENE	 01/10/1985 < .500 

< --_._._--34566 1.3-0ICHLOR06EHZENE	 01/10/1985 1.000 

UB	 UNREG. TABLE B 

34391 HEXACHLOII:06UTAOIENE 01/10/1985 < 1.000 •••••••••• 

34696 NAPHTHALENE 01/10/1985 < 1. 000 •••••••••• 

xx	 GENERAL NON CHAP 15 

34205 ACENAPHTHENE 01/10/1985 < 1.000 •••••••••• 

NOTEl : .. :: RESULT IS EQUAL TO 011: GREATER THAN TRIGGER 

NOTE2: .000 ~ RESULT WAS REPORTED AS NON-DETECTED EXCEPT fOR RAe 

PAGE: 7 

CLASS: OEAO STATUS: AR 

Dl' TRIGGER UNIT 

.500 .500 UG/L 

.500 .500 UG/L 

.500 .500 UGlL 

.500 .500 UC/L 

.500 .500 UC/L 

.500 .500 UGlL 

.500 .500 UC/L 

.500 .500 UC/L 

.500 .500 UC/L 

1.000 1.000 UC/L 

1.000 1.000 UG/L 

1.000 1.000 UC/L 

1.000 1.000 UG/L 

1.000	 1.000 UG/L 

.500 .500 UG/L 

.500 .500 UG/L 

.500 .500 UG/L 

.500 .500 UG/L 

5.000···------- UG/L 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



8 DATE: 04/08/99 STATE Of CALIFORNIA PAGE: 

REPORT: R004012·3 DRINKING WATER PROGRAM 

DRINKING IoiATER ANALYSES RESULTS REPORT 

ALL SAMPLES fOR ALL CONSTITUENTS - ALL RESULTS 

fOR SAMPLE DATE WGE Of 19740101 THRU 19990408 

REPORT Of COUNTY: 56 VENTURA 

SYSTEH NO: 5610004 NAME'
 
SCURCE NO: 001 IWtE: lJELL 05
 CLASS: DEAD STATUS: All 

GROOP IOUTlFICATION SAMPLE 

CONSTITUENT IDENTifiCATION DATE RESULT" IItL DLR TRIGGER UNIT 

342DO ACENAPHTHYLE~E 01110/1985 < 1.000 •• -------  5.000 •••• -----  UG/L 

34220 ArTHRAtENE 01110/1985 < 1.000 ••• ------  5.000 ••••. ----  UG/L 

39120 BENZIDI~E 01/10/1985 < 40.000 •••••••• - 5.000 ••••••.. - UG/L 

39120 BENZIDINE 08/23/1985 < 40.000 ••••••••• - 5.000 ---....... UG/L 

34526 BEN20 (A) ArTHRACENE 01/10/1985 < 1.000 •••••••••• 10.000 ---....... UG/L 

34230 BENZO (B) FLUClRArTHENE 01/10/1985 < 1.000 •••••••••• 10.000 ----...... UG/L 

34521 BENZO (GHI) PERYLENE 01/10/1985 < 1.000 - ••••••••• 10.000 ------.... UG/L 

34242 BENZO (K) fLUClRArTHENE 01/10/1985 < 1.000 •••••••••• 10.000 -----..... UG/L 

34292 BENZYL BUTYL PHTHALATE 01/10/1985 < 5.000 •••••••••• 10.000 -----..... UG/L 

34278 BIS (2'CHLOROEHOXY) METKANE 01/10/1985 < 1.000 •••••••••• 5.000 ----...... UG/L 

34273 BIS (Z'CHLOROETHYl) ETHER 08125/1987 < 5.000 •••••••••• 5.000 ---....... UG/L 

34273 BIS (Z'CHLOROETHYL) ETHER lZ104/1987 < 5.000 •••••••••• 5.000 -------... UG/L 

34283 BIS (Z-CHLOROISOPROPYL) ETHER 01110/1985 < 5.000 ----.--- •• 5.000 •• -------. UG/L 

34320 CHRYSEHE 01/10/1985 < LOCO •••••••••• 5.000 -----..... UG/L 

3471J4 CI S-1,3-D ICHLOROPROPENE 08/25/1987 < •500 .500 .500 .500 UG/L 

34704 CI S-1, 3-0 I CHLOItOPROPENE 12/04/1987 < .500 .500 .500 .500 UG/L 

39110 DI'H'BUTYLPHTHALATE 01/10/1985 < 10.000 - ••••••••• 5.000 - •• --  UC/L 

39110 DI'N'BUTYLPHTHALATE 08123/1985 < 50.000 •••••••••• 5.000 --.-  UG/L 

34596 DI'N'OCTYLPHTHALATE 01/10/1985 < 10.000 •••••••• -. 5.000 ----  UC/L 

34556 DIBENZO (A,H) ANTRACENE 01/10/1985 < 1.000 ••••••••• - 5.000 --.  UG/L 

34336 DIETHYL PHTHALATE 01/10/1985 < 1.000 •••••••••• 5.000 -  --  UG/L 

34341 DIHETHYL PHTHALATE 01/10/1985 < 1.000 •••••••••• 5.000 --  - ••  UG/L 

34341 DIMETHYL PHTHALATE 08123/1985 < 25.000 •••••••••• 5.000 ----...... UG/L 

NOTEl : .. '" RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

HOTE2: .000 '" RESULT WAS REPORTED AS NOtl'DETECTEO EKCEPT fOR RAO 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 
REPORT: RDCl4DI2·3 

STATE OF CALI FORNIA 

DRINKING WATER PROGRAM 

PAGE: 9 

DRIIIKING WATER ANALYSES RESULTS REPORT 

All SAMPLES FOR ALL COHSTITUENTS • ALL RESULTS 

FOR SAMPLE DATE RANGE OF 19740101 THRU 19990408 

REPORT OF COUNTY: 56 VENTURA 

SYSTEH 1010: 

SOORCE 1010: 

56100Cl4 

001 

NAHE: 

NAHE: \/E:Ll 05 

ca.MlTY: VENTURA 

PSCOOE:~ CLASS: DEAD STATUS: Ai 

GROJP IDENTifiCATION SAMPLE 

COHST ITUEIIT IDEIITlFlCATlOll DATE RESULT· He, OLR TRIGGER UNIT 

34376 FLtXlRAXTIIENE 01/10/1985 < 1.000 •••••••••• 5.000 .-........ UG/L 

34381 FLUOREIIE 01/10/1985 < 1.000 ••••• --._ 5.000 ---.-..... UG/L 

34396 NEXACHlOROETMANE 01/10/1985 < 1.000 --------- 5.000 -----.---- UGlL 

34403 INDENO (1,2,3'CO) PYREIIE 01/10/1985 < 1.000 ----.---- 10.000 -----.--. UG/L 

34408 ISOPIIORONE 01/10/1985 < 1.000 ----.--.- 10.000 -----..... UG/L 

81595 KETHYl ETIIYl KETONE 01/10/1985 < .500 --------- 5.000 ---- ••• - UG/L 

81595 "ETHYL ETHYl KETONE 08/25/1987 < 1.000 •••••••••• 5.000 •••••••••• UG/L 

81595 METHYL ETHYL KETOIIE 12104/1987 < 1.000 .-- ••••••• 5.000 •••••••••• lIG/l 

81596 METHYL ISOBUTYL KETONE 01/10/1985 < .500 ----.---- 5.000 ------ ••  lIG/l 

81596 IIETHYl ISOBUTYL KETONE 08/25/1987 < 1.000 ---.-----. 5.000 -----..... UG/l 

81596 METHYL ISOBUTYL KETONE 12104/1987 < 1.000 --------- 5.000 ------.-- UG/l 

34428 N'HI TROSOO I'N'PROPYlAIII NE 01/10/1985 < 5.000 ••••• - •••• 5.000 --------- UG/l 

34428 H'HITROSOO I'N'PROPYlAIII NE 08/23/1985 < 40.000 •••••••••• 5.000 •••••••••• UG/l 

34438 N-NITROSOOIIIETHYlAIIIIIE 01110/1985 < 10.000 ••••••• - •• 5.000 •••••••••• UG/l 

34438 N-NITROSOOIIIETHYlAIIIHE 08/23/1985 < 80.000 ----.--.- 5.000 --------- UG/l 

34433 N-NITROSOOIPHENYlAIIINE 01110/1985 < 1.000 •••••••••• 5.000 --------- UG/l 

34447 N[TR06ENZENE 01/10/1985 < 1.000 •••••••••• 5.GOO --------- UG/l 

34447 NITROBENZENE Cl4/23/1986 < 1. 000 •••••••••• 5.000 ---------. UG/l 

34447 NITR06ENZENE 08/19/1986 < .500 •••••••••• 5.000 --.------ Uli/l 

34671 PCS·1016 01/10/1985 < 1.000 •••••••••• .500 -.- •• --.-. UG/l 

39488 PCS·1221 01/10/1985 < 1. 000 •••••••••• .500 •••• ---... UG/l 

39492 PCB·1232 01/10/1985 < 1. 000 •••••••••• .500 --------. UG/l 

39496 PCS-1242 01/10/1985 < 1.000 --- •• ---. .500 .---...... UG/l 

NOTEl ; • " RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 " RESULT 'liAS REPORTED AS NON-DETECTED ElICEPT FOR RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



OA TE: 04/08/99 STATE OF CALIFORNIA PAGE: 10 

REPORT: R0040/2-3 DRINKING WATER PROGRAM 

DRINKING WATER ANALYSES RESUlTS REPORT 

ALL SAl4PlES FOR All CONSTITUENTS - ALL RESULTS 

fOR SAMPLE DATE RANGE Of 19740101 THRU 19990408 

REPORT Of COONTY: 56 VENTUAA 

SYSTEM NO: 5610004 NAME: COONlY: VENTURA 

SOORCE NO: 001 NAME: lIEU 05 PSCOOE: 
~ ... • CLASS: DEAD STATUS: AI 

GROOP IDENTIFICATION 

COHSTITUENT IDENTIFICATION 

SAMPLE 

DATE RESULT . Hel OCR TRIGGER UNIT 

39500 PCS·1248 

39504 PCS·1254 

39508 PCS-1260 

34461 PHENANTHRENE 

34694 PHENOL 

34469 PYRENE 

34699 TlWlS·1,3·0ICHLOIlOPROPENE 

34699 TlWlS'1,3'0ICHLOIlOPROPEME 

34576 Z'CHLOIlOETHYLVINYL ETHER 

34576 2'CHLOIlOETHYlVINYl ETHER 

34576 Z-CHlOllOETHYLVINYL ETHER 

34576 Z-CHLOROETHYLVINYL ETHER 

34576 2-CHLOROETHYLVINYL ElIiER 

34581 2'CHLOROIrlAPHTHAlENE 

34586 Z·CHlOllOPHENOt. 

34657 2'HETIlYl-4 ,6-0 IN I TROPHENOL 

34657 Z'METIlYL -4 ,6-0 INI TROPHENOL 

34591 2-NITROPHEHOl 

34591 2'NITROf'HENOl 

34601 2,4-0ICHlOAOPHENOl 

346Ck> 2,4-0IHETIlYLPHENOL 

34616 2,4'0INITROPHENOL 

34616 Z,4'0INITROPHENOL 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

08125/1987 

12/04/1987 

01/10/1985 

04/23/1986 

08/19/1986 

08125/1987 

12/04/1987 

01/10/1985 

01/10/1985 

01/10/1985 

08/23/1985 

01/10/1985 

08/23/1985 

01/10/1985 

01110/1985 

01110/1985 

08123/1985 

• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
• 
< 

< 

< 

< 

< 

• 

1.000 

1.000 

1.000 

1.000 

1.000 

1.000 

.500 

.500 

.500 
1.000 

.500 
1.000 

1.000 

1.000 

1.000 

10.000 

50.000 

1.000 

Z5.000 

1.000 

1.000 

1.000 

25.000 

-_.- .. _... 
.. _... -... 
.......... 
-_....... 
-----_ .... 
------_ .. -

.500 

.500 
-.-------. 
.-------.
-. -....... 
.......... 
----_ ..... 
---------
---------
--.- .. _- .. 
.......... 
.......... 
----_ .... -
---------. 
- .. _.- ... 
--_...... 
._--_ ..... 

.500 ----_.-- .. 

.500 ..... -.... 

.500 .......... 
5.000 .._------
5.000 .._------
5.000 ---------

.500 .500 

.500 .500 
1.000 ---------
1.000 -----.- ... 
1.000 -- ....... 
1.000 -......... 
1.000 .... _.. _-
5.000 ---------
5.000 ---------
5.000 ---------
5.000 ----.. --.. 
5.000 -......... 
5.000 .... _.._.
5.000 ---------
5.000 . ......... 

5.000 .......... 
5.000 .......... 

UG/L 

UG/L 

UG/L 

UG/l 

UG/l 

UG/l 

UGIl 
UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UGll 
UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/L 

UG/L 

UG/L 

NOTEl : ... RESULT IS EQUAL TO 011 GREATER THAN TRIGGER 

NOTEZ: .000 • RESULT ~AS REPORTED AS NOH'OETECTED EXCEPT FOIl RAe 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 

REPOllT: R004D/2·3 

STATE OF CALIFORNIA 

DRINKING WATER PROGRAM 

PAGE; 11 

ALL 

FOR 

DRINKING WATER ANALYSES RESULTS REPORT 

SAMPLES FOR ALL CONSTITUENTS - ALL RESULTS 

SAMPLE DATE RANGE OF 19740101 THRU 19990408 

REPORT OF COONTY; 56 VENTURA 

SYSTEM 

SOORCE 

NO; 

NO; 

5610004 

001 

/lAME; 

NAME; WEL L 05 

COUNTY; 

PSCOOE; 

VENTURA 

• CLASS; DEAD STATUS; AR 

GROOP IDENTIFICATION 

CONSTITUENT IDENTIFICATIOH 

SAMPLE 

DATE RESULT· HeL DCR TRIGGER UNIT 

34611 2,4-DINITROTOLUENE 

34621 2,4,6-TRICHLOROPHENOL 

346262,6-DINITROTOLUENE 

34631 3,3'0 ICHLOROBENZI 0 I NE 

34636 4-8ROMOPHENYL PHENYL ETHER 

34452 4-CHLORO-3-METHYLPHENOL 

34641 4-CHLOROPHENYL PHENYL ETHER 

346464-NITROPHENOL 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

< 

< 

< 

< 

< 

< 

< 

< 

5.000 

1.000 

5.000 

10.000 

1.000 

1.000 

1.000 

1.000 

---------
---------
---------
---------
...... ---. 
-_........ 
---_ .. __ .. 
---------

5.000 

5.000 

5.000 

20.000 

5.000 

5.000 

5.000 

5.000 

-.----_.-
--.- .. ---
--_.-----
-- ....... 
.......... 
.......... 
-_._-----
---------

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

NOTEl : * = RESULT IS EOUAL TO OR GREATER THAN TRIGGER 

NOTE2; .000 = RESULT WAS REPORTED AS NON-DETECTED EXCEPT FOR RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04108/99 

RE~T: RD040/2-3 

STATE OF CALIFORNIA 

DRIHKING W'ATER PROGIWI 
PAGE: 

ALL 

FOR 

DRINKING W'ATER ANALYSES RESULTS REPORT 

SAHPLES FOR ALL OONSTITUENTS - ALL RESULTS 

SAMPLE DATE RANGE OF 19740101 THRU 19990408 

REPORT OF COUNTY: 56 VENTURA 

SYSTEM NO: 5610004 

SOJRCE NO: 002 

IWtE: 

NAME: l./ELL 06 
COUNTY: VENTURA 

PSCUlE: CLASS: DEAD STATUS: AR 

GRaJP IDENTifiCATION SAMPLE
 

CONSTITUENT IDENTifiCATION
 DATE RESULT" Mel OlR TR IGGER UN IT 

-.-- -- - ._-- _---- _----- -------- ------ - ----.- _------ _- -------.- . 
GP	 SECONDARY /GP 

00916 CALCUM 10130/1986 92.000 .._----- .. .._--.---- --.-- ..... HG/L 
00445 CARBONATE ALKALINITY	 10/30/1986 ._---- .... ---------- -........ .00'	 HG/l 
00940 CHLORIDE	 ----- .....10/30/1986 62.000 600.000 500.000 MOIL 
01042 C(J>PER 10/30/1986 < 10.000 1,000.000 50.000 1,000.000 UGIL 
00900 1Wt0NESS (TOTAL) AS CACOJ 10/30/1986 291.000 .......... --........ .. _------- HG/l 
01045 "" 10/30/1986 220.000 300.000 100.000 300.000 UG/l 
00927 HAGNESILII 10/30/1986 15.000 ....... --- HG/l -......... ---------.
 
01055 HAHGAHESE	 10/30/1986 40.000 50.000 10.000 50.000 UGIL 
00403 PH, lABOlATORY 10/30/1986 7.800 ......... - --. -...... .. __ ._---
010n SilVER 10/30/19S6 < 1.000 100.000 10.000 100.000 UG/l 
00929 SOO I UH	 10/30/1986 79.000 -......... ---------- -........ - MG/L
 
00095 SPEC I flC CONDUCTANCE 10/30/1986 846.000 2,2:00.000 .--------- 1,600.000 US 
00945 SUlfATE 10/30/1986 120.000 600.000 .500 500.000 KG/L 
70300 TOTAL DISSOLVEO SOLIDS 10/30/1986 536.000 1,500.000 ---------- 1,000.000 KG/L 
01092 ZINC 10/30/1986 < 50.000 5,000.000 50.000 5,000.000 UG/L 

..._--- ....... _-- .. _........_----- -------- -- ........... ----- ------- -......_--.- ..........._------ ......... ------ --- ----_..
 
10	 INORGANIC 

01002 ARSENIC <10/30/1986 10.000 50.000 2.000 50.000 UG/L 
01007 BARIUI'I 10/30/1986 < 100.000 1,000.000 100.000 1,000.000 UG/L 
01027 CAOMIUM 10/30/1986 < 1.000 5.000 1.000 5 .000 UG/L 
01034 CHRC»4IUH (TOTAl) 10/30/1986 < 10.000 50.000 10.000 50.000 UG/L 

NOTE1: " z RESULT IS EOUAl TO OR GREATER THAN TRIGGER 

HOTE2: .000 z RESULT W'AS REPelTED AS NON'DETECTED EXCEPT fOR RAe 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 STATE OF CALIFORNIA PAGE: 2 

REPORT: RD040/2·3 DRINKING ~ATER PROGRAM 

DRINKING ~ATER ANALYSES RESULTS REPORT 

ALL SAMPLES FOR ALL CONSTITUENTS· ALL RESULTS 

FOR SAMPLE DATE RANGE OF 19740101 THRU 19990408 

REPORT OF COONTY: 56 VENTURA 

SYSTEM NO: 5610004 NAME: COONTY:
 

SOORCE NO: 002 NAME: ~ELL 06 PSCOOE: CLASS: OEAD STATUS: AR
 

GROOP IDENTIFICATION SAMPLE 

CONSTITUENT IDEHTIFICATIOH DATE RESULT • Mel 0'" TRIGGER UNIT 

00951 FLUORIDE (TEMPERATURE DEPENDENT) 10/30/1986 .300 1.400 .100 1.400 MG/L 

01051 LEAD 10/30/1986 < 10.000 .......... 5.000 15.000 UG/l 

71900 MERCURY 10/30/1986 < 1.000 2.000 1.000 2.000 UG/L 

01147 SELENIU.'4 10/30/1986 < 10.000 50.000 5.000 50.000 UG/L 

NI	 NITRATE/NITRITE 

71850 NITRATE (AS N03) 10/30/1986 .020 45.000 2.000 23.000 MG/L 

S1	 REGULATED voc 
34030 BENZENE 01/10/1985 < .500 1.000 .500 .500 UG/L 

32102 CARBON TETRACHLORIDE 01/10/1985 < .500 .500 .500 .500 UG/L 

32102 CARBON TETRACHLORIDE 06/17/1985 < , .000 .500 .500 .500 UG/L 

32102 CARBON TETRACHLORIDE 04/23/1986 < 1.000 .500 .500 .500 UG/L 

32102 CARBON TETRACHLORIDE 06/19/1986 < 5.000 .500 .500 .500 UG/L 

n093 CIS-1,2-DICHLOROETHYLENE 10/30/1986 179.000 • 6.000 .500 .500 UG/L 

34423 DI CNLOROMETHAHE 01/10/1985 < .500 5.000 .500 .500 UG/L 

34423 DICHLOROMETHAHE 06/17/1985 < 1.000 5.000 .500 .500 UG/L 

34423 DICHLOROMETHANE 04/23/1986 < 1.000 5.000 .500 .500 UG/L 

34423 DI CHLOROMETHANE 08/19/1986 < 5.000 5.000 .500 .500 UG/L 

34371 ETHYLBENZENE 01/10/1985 < .500 700.000 .500 .500 UG/L 

34301 MOHOCHLOR08ENZENE 01/10/1985 < .500 70.000 .500 .500 UG/L 

34301 MOHOCHLOROBENZENE 04/23/1986 < 1.000 70.000 .500 .500 UG/L 

34301 MONOCHLOROBENZENE D8/19/1986 < 5.000 70.000 .500 .500 UG/L 

HOTEl: • RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 • RESULT ~AS REPORTED AS NON· DETECTED EXCEPT FOR RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 

REPORT: R0040/Z- 3 
STATE Of CALifORNIA 

DRINKING IJATER PROGRAM 
PAGE: 3 

ALL 

fOR 

DRINKING I.IATER ANALYSES RESULTS REPORT 

SAMPLES fOR ALL CONSTITUENTS - ALL RESULTS 

SAMPLE DATE RANGE Of 19740101 THRU 19990408 

REPORT Of COUNTY: 56 VENTURA 

SYSTEH NO: 

saJRCE NO: 

5610004 

002 

IWlE: 

IWlE: \JeLL 06 
COONTY: 

PSClXlE: 

VENTURA 

CLASS: DEAD STATUS: All: 

GROOP IDENTIfiCATION SAMPLE 
CONSTITUENT 10ENTlfiCATI0N DATE RESULT .. MeL Dt. TRIGGER UNIT 

34475 TETRACHLOROETHYLENE 01/10/1985 .. .500 • 5.000 .500 .500 UG/l 
34475 TETRACHLOROETHYLENE 06/17/1985 1.000 • 5.000 .500 .500 UG/l 
34475 TETRACHLOROETHYLENE 04/23/1986 .. 1.000 5.000 .500 _500 UG/L 
34475 TETRACHLOROETHYLENE 08/19/1986 .. 5.000 5.000 .500 .500 UG/L 
34010 TOlUENE 01/10/1985 .. .500 150.000 .500 .500 UG/L 
34010 TOlUENE 06/17/1985 .. 1.000 150.000 .500 .500 UG/l 
34546 TRAMS- 1,2-D I CHLOROETHYLENE 01/10/1985 100.000 • 10.000 .500 .500 UG/l 
34546 TRAMS- 1,2-01 CHLOROETHYLENE 05/02/1985 14.000 • 10.000 .500 .500 UG/L 
34546 TRAMS-l,2-0ICHLOROETHYLENE 06/17/1985 120.000 • 10.000 .500 .500 UG/L 
34546 TRAMS-1,2·0ICHLOROETHYLENE 08/23/1985 180.000 • 10.000 .500 .500 UG/L 
34546 TRAMS·',2·0ICHLOROETHYLENE 11/01/1985 160.000 • 10.000 .500 .500 LIG/L 
34546 TRANS-I, 2-0 ICHLORoeTHYLENE 04/23/1986 190.000 • 10.000 .500 .500 UG/L 
34546 TRANS-1, 2-D ICHLORoeTHYLENE 08/19/1986 « 5.000 10.000 .500 .500 UG/l 
34546 TRANS-1, 2-D ICHLORoeTHYLENE 10/30/1986 7.900· 10.000 .500 .500 UG/l 
39180 TRICHLOROETHYLENE 01/10/1985 200.000 • 5.000 .500 .500 UG/L 
39180 TRI CHLORoeTHYLENE 05/02/1985 225.000 • 5.000 .500 .500 UG/L 
39180 TRICHLORoeTHYLEHE 06/17/1985 150.000 • 5.000 .500 .500 UG/L 
39180 TRICHLOROETHYLENE 08/23/1985 270.000 • 5.000 .500 .500 UG/L 
39180 TRICHLOROETHYLENE 11/01/1985 320.000 • 5.000 .500 .500 UG/L 
39180 TRICHLOROETHYLENE 04/23/1986 210.000 • 5.000 .500 .500 UG/L 
39180 TRICHLOROETHYLENE 08/19/1986 200.000 • 5.000 .500 .500 UG/L 
39180 TRICHLOROETHYLENE 10/30/1986 229.000 • 5.000 .500 .500 UG/L 
34488 TRICHLOIlOfLUOROHETHANE 01/10/1985 « .500 150.000 5.000 5.000 UG/L 

NOTE1: • " RESULT IS EQUAL TO OR GREATER THAN TIlIGGER 

NOTE2: .000 " RESULT IJAS REPORTED AS NOH-DETECTED EXCEPT fOIl RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



STATE OF CALI FOll.NIA
 

DRINKING ~ATER PROGRAM
 

DRINKING ""'TER ANALYSES RESULTS REPORT 

,PAGE:DATE: 04/08/99 

REPORT: R0040/Z· 3 

SYSTEM NO: 5610004 NAJIE ,
 

SCXJRCE NO: 002 NAME: IJEll 06
 

GROUP IDENTIFICATION 

CONST! TlIENT IDENT! FI CAT! ON 

34488 lRlCHLOROFlUORCltElIlANE 

34488 lRICHLOIl:OFLUORCJU:TIlANE 

39175 VINYL CHLOIl:IDE 

39175 VINYL CHLOIl:IDE 

39175 VINYL CHLOIl:IDE 

39175 VINYL CHLOIl:IDE 

39175 VINYL CHLOIl:IDE 

39175 VINYL CHLOIl:IDE 

81551 lCYLENES (TOTAL) 

34496 1.1-0ICHLOIIOETHANE 

34496 1.1-0ICHLOIIOETHANE 

34496 1.1-DICHLOIIOETHANE 

34496 1,1'DICHLOIIOETHANE 

34501 1,1-0ICHLOIIOETHYlENE 

34501 1,1 -OICHLOIIOETHYlENE 

34501 1,1 'OICHLOIIOETHYlENE 

34506 1,1, l·TRICHLOROETHANE 

34506 1,1, 1-TRICHLOROETHANE 

34506 1,1, 1'TRICHLOROETHANE 

34506 1,1,1· TR I CHLOROETHANE 

34511 '.1,2-TRICHLOROETHANE 

34511 1,1,2-TRICHLOROETHANE 

34511 1,1,2'TRICHLOROETHANE 

ALL SAMPLES FOR ALL CONSTITUEHTS • 

FOll. SAMPLE OATE RAHGE OF 19740101 

REPORT OF COUNTY: 56 VEHTURA 

SAMPLE 

OATE 

04/23/1986 < 

08/19/1986 < 

01/10/1985 

05/02/1985 

11/01/1985 

04/2.3/1986 

08/19/1986 < 

101J0/1986 

01/10/1985 < 

01/10/1985 < 

06/17/1985 < 

04/2.3/1986 < 

08/19/1986 < 

01/10/1985 < 

04123/1986 < 

08/19/1986 < 

01/10/1985 < 

06/17/1985 < 

04/2.3/1986 < 

08/19/1986 < 

01/10/1985 < 

04123/1986 < 

08/19/1986 < 

ALL RESULTS
 

THRU 19990408
 

CCliNTY: 

PSCOOE: 

RESULT ... 

1.000 

'.000 
16.000 ... 

23.000 ... 

44.000 ... 

20.000 ... 

'.000 
13.000 ... 

.'00 

.'00 
1.000 

1.000 

5.000 

.500 

1.000 

5.000 

.500 

1.000 

1.000 

5.000 

.500 

1.000 

5.000 

Mel 

150.000 

150.000 

.'00 

.'00 

.500 

.'00 

.'00 

.'00 
1,750.000 

'.000 
5.000 

5.000 

5.000 

6.000 

6.000 

6.000 

200.000 

200.000 

200.000 

200.000 

5.000 

5.000 

5.000 

CLASS: 

Dl. 

'.000 
'.000 

.'00 

.'00 

.'00 

.'00 

.'00 

.'00 

.'00 

.'00 

.'00 

.'00 

.'00 

.'00 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

DEAD STATUS: AR 

TRIGGER 

5.000 

'.000 
.500 
.500 
.'00 
.'00 
.'00 
.'00 
.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

UNIT 

UGIl 
UG/l 

UGIl 
UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/l 

UG/L 

UG/L 

UG/l 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

NOTEl : ... " RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 " RESULT ~AS REPORTED AS NOH'DETECTED EXCEPT FOR RAe 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 

REPORT: RD04D/2-3 

STATE OF CALIFORNIA 

DRINKING WATER PROGRAM 

PAGE: 5 

ALL 

DRINKING WATER ANALYSES RESULTS REPORT 

SAMPLES FOR ALL CONSTITUENTS' ALL RESULTS 

FOR SAMPLE OATE RANGE OF 19740101 THRU 19990408 

REPORT OF COONTY: 56 VENTURA 

SYSTEM 

SDJRCE 

NO: 

NO: 

5610004 

OOZ 

NAME: 

NAME: \lELL 06 

COONTY: VENTURA 

PSCOOE:.. CLASS: DEAD STATUS: AR 

GROOP IDENTIFICATION 

CONSTITUENT IDENTIFICATION 

SAMPLE 

DATE RESUL T ,. Hel 0'" TRIGGER liN IT 

34516 " 1,Z,Z-TETRACHLOROETHANE 

34516 " 1,Z,Z-TETRACHLOROETHANE 

34516 " 1,Z,Z-TETRACHLOROETHANE 

34536 " 2-DICHLOROBEWZENE 

34536 1,2'DICHLOROBENZENE 

34531 1,2-DICHLOROETHAHE 

34531 1,Z-DICHLOROETHANE 

34531 1,Z-0ICHlOROETHANE 

34541 " 2-DICHLOROPROPANE 

34551 1,2,4- TR I CHLOROBENZENE 

34571 " 4'DICHLOROBENZENE 

34571 1,4-DICHLOROBENZENE 

01/10/1985 

04123/1986 

08/19/1986 

01/10/1985 

01/10/1985 

01/10/1985 

04/Z3/1986 

08/19/1986 

01/1011985 

01/10/1985 

01/10/1985 

01/10/1985 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

.500 

1.000 

5.000 

.500 

1.000 

.500 

1.000 

5.000 

.500 

1.000 

.500 

1.000 

1.000 

1.000 

1.000 

600.000 

600.000 

.500 

.500 

.500 

5.000 

70.000 

5.000 

5.000 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

.500 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

lIG/L 

lIG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

S2 REGULATED SOC 

34247 BENZO (Al PYRENE 

39350 CHLORDANE 

39350 CHLORDANE 

3910001(2'ETHYLHEXYL)PHTHALATE 

39390 ENDRIN 

39410 HEPTACHLOR 

39410 HEPTACHLOR 

39420 HEPTACHLOR EPOXIDE 

39700 HEXACHLOROBENZENE 

01110/1985 

01110/1985 

05/02/1985 

01/10/1985 

01/10/1985 

01/10/1985 

05/02/1985 

01/10/1985 

01110/1985 

< 

< 

< 

< 

< 

< 

< 

< 

< 

1.000 

.055 

.500 

5.000 

.100 

.020 

.020 

.050 

1.000 

.200 

.100 

.100 

4.000 

2.000 

.010 

.010 

.010 

1.000 

.100 

.100 

.100 

3.000 

.100 

.010 

.010 

.010 

.500 

.100 

.100 

.100 

3.000 

.100 

.010 

.010 

.010 

.500 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

NOTE1: • = RESULT IS ECUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 = RESULT \lAS REPORTED AS NON-DETECTED EXCEPT fOR RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 STATE OF CALIFORNIA PAGE: • 
REPORT: ROO4D/2·3 DRINKING YATER PROGRAM 

DRINKING YATER ANALYSES RESULTS REPORT 

All SAMPLES Fa:!: All CONSTITUENTS' All RESULTS 

FOR SAMPLE DATE RANGE OF 19740101 TKRU 19990408 

REPORT OF COUNTY: 56 VENTURA 

SYSTEM NO: 5610004 NA.ltE: CWNTY: 

SOORCE NO: 002 NAME: WEll D6 PSCOOE: CLASS: DEAD STATUS: All: 

GRWP IDENTIFICATION SAMPLE 

CONSTITUENT IDENTIfiCATION DATE RESUl T 7 OCR TRIGGER UNIT 

343fk> KEXACHlOROCYClOPENTADIENE 01/10/1985 < 10.000 50.000 1.000 1.000 UG/l 

39340 lINDANE 01/10/1985 < .050 .200 .200 .200 UG/l 

39032 PENTACHLDaOPHENOL 01/10/1985 < 1.000 1.000 .200 .200 UG/l 

39400 TOXAPHENE 01/10/1985 < 1.000 3.000 1.000 1.000 UG/l 

39730 2,4-0 06/10/1985 < 5.000 70.000 10.000 10.000 UG/l 

UA UNREG. TABlE A 

32101 BROMOOICHLORMfTHAHE (HIM) 01/10/1985 < .500 100.000 .500 .500 UG/l 
32101 BROMOOICHlORKETHAHE (TIIM) 04/23/1986 < 1.000 100.000 .500 .500 UG/l 

32101 BROIOlICHlORMHIlAHE (THM) 08/19/1986 < 5.000 100.000 .500 .500 UGIL 
32104 BRCMlFORM (THM) 01/10/1985 < .500 100.000 .500 .500 UG/l 
32104 BRCMlFORM (HIM) 04/23/1986 < 1.000 100.000 .500 .500 UG/l 
32104 BRCMlfORM (THM) 08/19/1986 < 5.000 100.000 .500 .500 UG/l 
34413 BRCKlItETIlANE 01/10/1985 < .500 --------- .500 .500 UG/l 

34413 BROMOKETHANE 04/23/1986 < 1.000 --------- .500 .500 UG/l 

34413 BROMOKETHANE 08/19/1986 < 5.000 --------_. .500 .500 UG/l 

34311 CHU~OETIIANE 01/10/1985 < .500 .......... .500 .500 UG/l 

3431' CHlOROETHANE 04/23/1986 < 1,000 .......... .500 .500 UG/l 

34311 CHlOROETHANE 08/19/1986 < 5.000 .......... .500 .500 UG/l 

32106 CHlOROFORM (THM) 01/10/1985 < .500 100.000 .500 .500 UG/l 

32106 CHlOROfORM (THM) 06/17/1985 < 1.000 100.000 .500 .500 UG/l 

32106 CHLOROFORM (THM) 11/01/1985 < 1.000 100.000 .500 .500 UG/l 

32106 CHLOROFDaH (THM) 04/23/1986 < 1.000 100.000 .500 .500 UG/L 

NOTEl : 7 '" RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

MOTE2: .000 " RESULT WAS REPORTED AS NON-DETECTED EXCEPT FOR RAIl 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 

REPORT: 10040/2·3 

STATE OF CALIFORNIA 

DRINKING loMTEI PROGRAM 
PAGE: 7 

ALL 

DRINKING loMTER ANALYSES RESUUS IEPORT 

SAMPLES FOIl: ALL CONSTITUENTS' ALL RESULTS 

FOIl: SAMPLE 

REPORT 

DATE RANGE 

OF COUNTY: 

OF 

56 

19740'01 TKRU 

VENTURA 

'9990408 

SYSTEM NO: 

SWRCE NO: 

5610004 

00' 
NAME: 

NAHE: \lEll 06 CLASS: DEAD STATUS: AR 

GROOP IDENTIFICATION 

CONSTITUENT IDENTIFICATION 

SAoMPlE 

DATE RESULT" Mel 0'" TRIGGER UNIT 

32106 CKlOROFORK (TKK) 

34418 CKlOROMETHANE 

344'8 eKlOROMETKANE 

344'8 CKLOROMETHANE 

32105 DIBROMOCHLOROMETHANE (THM) 

32105 DIBROMOCHlOROMETKAHE <TKM) 

32'05 DIBROMOCHlOROMETKAHE (T1lM) 

32105 DI81OMQCHlOROMETKAHE (TIlM) 

34668 DleHlOll:COI FllXlROMETKAHE 

34668 DICKlOll:COI FLIXlROMETKAHE 

34668 DICKLOROOIFlUOROMETHANE 

345~ 1,3-0ICHLOR08ENZENE 

345~ '.3-DICHlOROBENZENE 

08/19/1986 

0'/10/1985 

041Z3/1986 

08/19/1986 

01/10/1985 

06/1711985 

04/23/1986 

08/19/1986 

01/'0/1985 

04/23/'986 

08/19/1986 

01/10/1985 

01/10/1985 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

5.000 

.500 

1.000 

5.000 

.500 

1.000 

1.000 

5.000 
.500 

1.000 

5.000 
.500 

1.000 

100.000 

---------
---------
-......... 

100.000 

100.000 

100.000 

100.000 
------_._
---------. 
---------
--.-._ .... 
.......... 

.500 

.500 

.500 

.500 
_500 

.500 

.500 

.500 
1.000 
1.000 
1.000 

.500 

.500 

.500 

.500 

.500 

.500 

_500 

.500 

.500 

.500 

1.000 

1.000 

1.000 

.500 

.500 

UG/l 

UG/l 

UG/l 

UG/L 

UG/L 

UG/l 

UG/l 

OO/L 
OO/l 

OO/l 
OO/l 
OO/l 
UG/l 

U8 UHREG. TABLE 8 

103'4 CHlOll:OTHALONll 

34391 KEXACKLOROBUTAOIENE 

34696 NAPHTHALENE 

06/10/'985 

01/10/1985 

01/10/1985 

< 

< 

< 

.100 

1.000 

1.000 

---------
---. ---. -. 
---..... -

5.000 

.500 

.500 

5.000 

.500 

.500 

UG/l 

UG/l 

UG/L 

ue UNREG. TABLE C 

39330 AlDR I N 01/10/1985 < .050 --.-.- •••• .075 .075 UG/l 

39380 DIELDRIN 01/'0/1985 < .050 •••••••••• .020 .020 UG/l 

NOTEl : .. '" RESULT IS ECUAL TO OR GREATER THAN TRIGGER 

NOTEl: .000 '" RESULT WAS REPORTED AS NON· DETECTED EKCEPT fOIl: RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 STATE OF CALIFOR~IA PAGE: 8 
REPORT: R0040/2-3 DRI~KING ~ATER PROGRAM 

DRINKING ~ATER ANALYSES RESULTS REPORT 

ALL SAMPLES FOR All CONSTITUENTS - ALL RESULTS 

FOR SAMPLE DATE RA~GE OF 19740101 THRU 19990408 

REPORT OF COONTY: 56 VENTURA 

SYSTEM NO: 5610004 NAME: COU~TY: VENTURA 

SClJRCE NO: 002 NAME: ""ELL 06 PSCOOE: CLASS: OEA.D STATUS: AR 

GROOP IDENTifiCATION	 SAMPLE 

CONSTITUE~T IDENTIFICATION	 DATE RESULT * Hel TR I GGER UN ITDL' 

Xl(	 GE~ERAL ~ON CIlAP 15 

34205 ACENAPHTHENE 01/10/1985 < 1.000 ---------- 5.000 - ••••••••• UG/L 

34200 ACENAPHTHYlENE 01/10/1985 < 1.000 --------.- 5.000 ••••••••• - UG/L 
---_......34210 ACROLEIN	 08123/1985 < 10.000 ------.... .......... UG/L
 
-_........
34210 ACROLEIN 11/01/1985 < 10.000 ------.... -......... UG/L
 

00410 ALKAliNITY (TOTAL) AS CAC03 10/30/1986 270.000 -........ - ---....... .......... MG/L
 
_....... -. ..........
 39337 ALPHA'BHC	 01/10/1985 < .050 .010 UG/L 
-_ ..... _.- --........
34220 ANTHRACENE 01/10/1985 < 1.000 5.000 UG/L 

39120 BENZIOI~E 01/10/1985 < 40.000 --_ ..... -- 5.000 .......... UG/L 

39120 BENZIOI~E 08123/1985 < 40.000 -_ ... _-.-- 5.000 .......... UG/L 

34526 BENZO (A) ANTHRACENE 01/10/1985 < 1.000 -......... 10.000 ... ---_. -- UG/l 
... _......34230 BENZO (B) FLIJClRANTHENE 01/10/1985 < 1.000 10.000 ------_. -- UG/L 

34521 BENZO (GHI) PERYlENE 01/10/1985 < 1.000 .......... 10.000 ._-------- UG/L 
--_ .... _.. ---_......34242 BENZO (K) fLllClAANTHENE 01/10/1985 < 1.000 10.000 UG/L 

34292 BENZYL BUTYL PHTHALATE 01/10/1985 < 5.000 -_...... -- 10.000 ----...... UG/L 

39338 BETA-BHC 01/10/1985 < .050 -......... .050 .. --_. ---- UG/L 
.......... _._---_._.
34278 81S (2·CHLOROEHOl(Yl METHANE 01/10/1985 < 1.000 5.000 UG/L 

34283 BIS (2-CHLOROISOPROPYL) ETHER 01/10/1985 < 5.000 _... ------ 5.000 -- •••••••• UG/L 
... _----_.34320 CHRYSE~E 01/10/1985 < 1.000 5.000 ••• -.-- ••• UG/L 

34704 CIS-1.3·0ICHLOROPROPE~E 01/10/1985 < .500 .500 .500 .500 UG/L 

34704 CIS-1,3-DICHLOROPROPE~E 04123/1986 < 1.000 .500 .500 .500 UG/L 

34704 CIS·l,3·OICHLOROPROPENE 08/19/1986 < 5.000 .500 .500 .500 UG/L 

~OTE1 ; * '" RESUL T IS EOUAL TO OR GREATER THAN TRIGGER 

NOTE2; .000 '" RESULT WAS REPORTED AS ~ON-DETECTED EXCEPT fOR RAO 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 

REPORT: R0040/2·3 

STATE OF CALIFORNIA 

DRINKING IJATER PROGRA.M 

PAGE: , 

DRINKING \iATER ANALYSES RESULTS REPORT 

ALL SAMPLES FOR ALL OONSTITUENTS • ALL RESULTS 

FOR SAMPLE DATE RANGE Of 19740101 THRU 19990408 

REPORT OF COUNTY: 56 VENTURA 

SYSTe4 NO: 

SWRCE NO: 

5610004 

002 
1lAHf' 
NAME: WELL 06 CLASS: DEAl> STATUS: All 

GROJP IDENT I FICATION 

CQl'ST ITUENT 10ENTI FICATION 

SAMPLE 

OATE RESlJL T • Me, DCR TRIGGER UNIT 

34259 DELTA'BHC 

39110 DI·N·BtJTYlPHTHALATE 

39110 DI'N'BUTYlPHTHALATE 

34596 DI'N'OCTYlPHTKALATE 

34556 OIBENZO (A,H) ANTRACENE 

34336 OIETHTl PHTKALATE 

3434' DIMETHYL PHTKALATE 

34'" OIMETHYl PHTHALATE 

""" ENOOSULFAN I 

34356 ENDOSUlFAN " 34351 ENDOSUlFAN SULFATE 

34~ ENORIN AlOEHYDE 

34376 FLUORANTHENE",., FLUORENE

",.. HEXACHLOROETHANE 

34403 INOENO (1,2,3'COl PYRENE 

01110/1985 

01110/1985 

08/23/1985 

01/10/1985 

01/10/19B5 

01/10/1985 

01/10/1985 

08/23/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

01/10/1985 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

< 

.050 

10.000 

50.000 

10.000 

1.000 

1.000 
1.000 

25.000 

.050 

.050 

.100 

.100 

1.000 

1.000 
1.000 
1.000 

....... -.. 

.......... 

.........& 

.........& 

.......... 

.... _--_.
_._------& 
---------
.-_ .. -... -
....... --
........ -& 
.......... 
.......... 
.......... 
..... _.... 
._-- .. ---

.050 ---------
5.000 ---------
5.000 •••••• - •• -

5.000 •••• - •••• -

5.000 •••••••••• 

5.000 ---_. __ ... 
5.000 ---------. 

5.000 --------_. 
.020 ---------
.010 ---------

.050 ---------

.050 ---------
5.000 ••• ------

5.000 •••••••••• 

5.000 •••••••••• 

10.000 ---------. 

UGIl 
UGIl 
UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

UG/L 

34408 ISOPHORONE 01/10/1985 < 1.000 .......... 10.000 --------- UG/l 

81595 METHYL ETHYL KETONE 01/10/1985 < .500 .......... 5.000 -.------. UG/L 

81596 METHYL ISOBUTYL KETONE 01/10/1985 < .500 .......... 5.000 ••• -.- •••• VG/l 

34428 N'NITROSODI'N'PROPYlAHINE 01/10/1985 < 5.000 .._----_ .. 5.000 - ••••••••• VG/l 

34428 N-N I TROSoo I'N'PROPYlAMI HE 08/23/1985 < 40.000 -.- ... ---& 5.000 --------- ue/l 

34438 N-NITROSODIHETHYlAMIHE 01/10/1985 < 10.000 .......... 5.000 --------- ue/l 

34438 N-NITROSooIHETHYlAMIHE 08/23/1985 < 80.000 .......... 5.000 -_. --. _. - ue/l 

NOTEl : • '" USULT IS EOUAl TO OR GREATER THAN TRIGGER 

NOTE2: .000 '" RESULT IJAS REPORTED AS NON' DETECTED EXCEPT FOR RAO 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



VENTURA 

DATE: 04/08/99 STATE Of CALifORNIA PAGE: 10 

REPORT: R0040/2·3 DRINKING WATER PROGRAM 

DRINKING WATER ANALYSES RESULTS REPORT 

ALL SAMPLES fOR ALL CONSTITUENTS - ALL RESULTS 

fOR SAMPLE DATE RANGE Of 19740101 TNRU 19990408 

REPORT Of COONTY: 56 VENTURA 

SYSTEM NO: 5610004 NAME: COONTY: 

saJIlCE HO: 002 NAME: IleLL 06 PSCOOE: CLASS: DEAD STATUS: AR 

GRWP IDENTIfiCATION SAMPLE 

CONSTITUENT IDENTifiCATION DATE RESULT .. Mel Dl. TRIGGER UNIT 

< .......... ..... -... 34433 N'NITROSCIlIPHENYLAMINE 01/10/1985 1.000 5.000 UGIL 

34447 NITROBENZENE 01/10/1985 < 1.000 -------_ .. 5.000 ---_...... UGIL 

34447 NITROBENZENE 04/23/1986 < 1.000 ......... - 5.000 ---------- UG/l 
..........
34447 NITltOBENZENE 08/19/1986 < 5.000 5.000 ---------- UG/l 

34671 PCB·1016 01/10/1985 < 1.000 .......... .500 ---------- UG/l 

39488 PCB·1U1 01110/1985 < 1.000 .......... .500 --. ------- UG/l 
.......... 39492 PCB'1232 01110/1985 < 1.000 .500 ------... UG/l 
.......... ..........
 39496 PCB- 1242 01110/1985 < 1.000 .500 UG/L 

39500 PCB-1248 01110/1985 < 1.000 .......... .500 .... --... - UG/L 
..........
39504 PCB' 1254 01/10/1985 < 1.000 .500 ---------- UG/L 

3950S PCB· 1260 01/10/1985 < 1.000 .......... .500 ---------- UG/L 

34461 PHENANTHRENE 01/10/1985 < 1.000 ....... --- 5.000 ---------- UG/L 

34694 PHENOl 01/10/1985 < 1.000 ........ -- 5.000 ---------- UG/L 

3.000 .......... .. -------- ---------- HG/L
00937 POTASSIUM 10/30/1986 

34469 PYRENE 01110/1985 < 1.000 .......... 5.000 .--------- UG/L 

346~ TRANS-1,3-0ICHLOROPROPEHE 01110/1985 < .500 .500 .500 .500 UG/L 

346~ TRANS·1 ,3-0 I CHLOROPROPEHE 04/23/1986 < 1.000 .500 .500 .500 UG/L 

346~ TRANS·1 ,3-0 I CHLOROPROPEHE 08/19/1986 < 5.000 .500 .500 .500 UG/L 
---_. __ ... --_.......
34576 2'CHLOROETHYLVIHYL ETHER 01110/1985 < .500 1.000 UG/L 

34576 2'CHLOROETHYLVIHYL ETHER 04/23/1986 < 1.000 ---------- 1.000 ----_ ..... UG/L 
-----_._-34576 2'CHLOROETHYLVIHYL ETHER 08/19/1986 < 5.000 ---. ------ 1.000 UG/L 

34581 2'CHLORONAPHTHALENE 01110/1985 < 1.000 --- .. ----- 5.000 ---------- UG/L 
..........
34586 2-CHLOROPHENOL 01/10/1985 < , .000 5.000 ---------- UG/L 

NOTE1: .. " RESULT IS EClJAL TO OR GREATER THAH TRIGGER 

NOTE2: .000 = RESULT WAS REPORTED AS HON-DEfECTED EXCEPT fOR RAe 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 STATE OF CALI FOIIH1A PAGE: 

REPORT: R004o/2·3 DRINKIHG 'WATER PROGRAM " 
DRINKING \lATER AXAlYSES RESULTS REPORT 

All SAMPLES FOil All CONSTITUENTS· ALL RESULTS 

FOR SAMPLE DATE RANGE OF 19740101 THRU 19990408 

REPORT OF OOUNTY: 56 VENTURA 

SYSTEM HD: 5610004 NAME: CCUNTY: 

SWRCE NO: ODl IWlE: IlELl 06 PSCOOE: CLASS: DEAD STATUS: AA 

GRCUP IDEHTlFICATION SAMPLE 

CONS1ITllENT IDENTIFICATION DATE RESUL T .. MeL DLR TRIGGER UllIT 

34657 l·MfTHYL·4 ,6'0 I NI TROPHENOl 01/10/1985 < 10.000 •••••••••• 5.000 •••••••••• UGIL 

34657 l·METHYL·4 ,6'D I NITROPHENOl. 08/23/1985 < 50.000 •••••••••• 5.000 ••••.•••.. UG/L 

3459' l·NITROPHENOl. 

3459' l'NITROPHENOl 

01/10/1985 

08/23/1985 

< 

< 

1.000 

lS.ooo 
•••••••••• 

. 
5.000 •••...••.• 
5.000 ••..•••••• 

UG/L 

UG/L 

3460' l,4'DICHLOROPHENOL 01/10/1985 < 1.000 •••••••••• 5.000 •••••••••• UG/L 

34606 l,4'DIHETHYLPHENOl 01/10/1985 < 1.000 •••••••••• 5.000 •••••••••• UG/L 

34616 l,4'DINITROPHENOL 01/10/1985 < 1.000 •••••••••• 5.000 ....•••••• UG/L 

34616 l,4·DINITROPHENOl. 08/23/1985 < l5.000 •••••••••• 5.000 . UG/l 

3461' l,4'DINITROTOLUENE 01/10/1985 < 5.000 •••••••••• 5.000 ....••.••. UGIL 

3462' l,4,6'TRICHlOROPItEHOL 01/10/1985 < 1.000 •••••••••• 5.000 .•..••••.• UG/L 

3462:6 l.6·0IHITROTOLUENE 01/10/1985 < 5.000 •••••••••• 5.000 ......•••• UG/L 

3463' 3,3'0ICHLOR08EHZIDIHE 01/10/1985 < 10.000 •••••••••• lO.DOD •••••••••• UG/l 

34636 4'BR<»4OPHENYL PHENYL ETHER 01/10/1985 < 1.000 •••••••••• 5.000 •••••••••• UG/l 

l44524·CHlORO·3·METHYLPHENOL 01/10/1985 < 1.000 •••••••••• 5.000 •••••••••• UG/l 

3464' 4'CHlOROPHENYL PHENYL ETHER 01/10/1985 < 1.000 •••••••••• 5.000 •••••••••• UG/l 

34646 4'NITROPHEHOL 01/10/1985 < 1.000 •••••••••• 5.000 •••••••••• UG/l 

393104,4'000 01/10/1985 < .050 •••••••••• .020 •••••••••• WG/l 

393204,4'DDE 01/10/1985 < .050 •••••••••• .010 •••••••••• WG/l 

393004,4'DDT 01/10/1985 < .100 •••••••••• .0lO ••.••••••• WG/L 

HOTEl: .. '" RESULT IS EOUAl TO OR GREATER THAN TRIGGER 

HOTEl: .000 '" RESULT liAS REPORTED AS NON·DETECTED ElCCEPT FOR RAD 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



.. 

DATE: 04/08/99 

REPORT: R004012-3 

STATE OF CALIFORNIA 
DRINKIHG IJATER PROGRAM 

PAGE: 

DRINKING WATER ANALYSES RESULTS REPORT 

ALL SAHPLES FOR ALL COHSTITUENTS - All RESULTS 

FOR SAMPLE DATE RANGE Of 19740101 THRU 19990408 
REPORT OF COJHTY: 56 VENTURA 

SYSTEH NO: 

SWRCE NO: 

5610004 

003 

HAkE: 

NAH£: IlEtt 13 

ctUNTY: 

PSCOOE: 

VENTURA 

CLAss: OEAD STATUS: Aft 

GROOP IDENTlflCATlOH SAMPLE 

CONSTITUEIiT IDENTlFICATIQrl DATE RESULT .. MeL DL' TRIGGER UNIT 

ItA RADiOlOGICAL 

01501 GROSS ALPIlA 06/21/1988 2.000 15.000 3.000 5.000 PCI/l 

01502 GROSS A.LP1lA CQJNTlNG ERROR 06/21/1988 1.000 -.... ---- --------- --------- PCI/l 

03501 GROSS BETA 0612111988 9.000 50.000 4.000 50.000 PCI/l 

03502 CROSS BETA COONTINC ERROR 0612111988 4.000 ....... -- --------- --------- PCI/l 

51 REGlJUTED VOl: 

32102 CARBON TETRACHLORIDE 12104/1987 < .500 .SOO .500 .500 VG/l 

77093 CI S-l, 2-0 ICHLOROETHYLENE 121G4/1987 < .500 6.000 .500 .500 VG/t 

344230ICHlORCltETIWIE 06/04/1987 27.000 .. 5.000 .500 .500 VG/L 

34423 0 I CHLORCJlETHANE 12/04/1987 < .500 5.000 .500 .500 UG/L 

34475 TETRACHLOROETHYlENE 12/04/1987 < .500 5.000 .500 .500 UG/L 

34546 TRANS'l,2'0 ICHlOIUlETHYlENE 08/23/1985 < 1.000 10.000 .500 .500 UG/L 

34546 TRANS' 1, 2'0ICHLOROETHYlENE 06/04/1987 < 1.000 10.000 .500 .500 UG/L 

34546 TRANS-l, 2'0ICHlOROETHYlENE 12104/1987 < .500 10.000 .500 .500 UG/l 

39180 TRICNLOROETHYlENE 08/23/1985 2.000 • 5.000 .500 .500 UG/L 

39180 TRICHLOROETHYlENE 06/04/1987 1.000 • 5.000 .500 .500 UG/l 

39180 TRICNLOROETHYlENE 12/04/1987 1.400· 5.000 .500 .500 UG/l 

34488 TR I CNLOIl:OFLUOIl:CJlETIlANE 12104/1987 < .500 150.000 5.000 5.000 UG/l 

39175 VINYl CHLORIOE 06/04/1987 < 1.000 .500 .500 .500 UG/l 

39175 VINYL CHLORIDE 12/04/1987 < .500 .500 .500 .500 UG/L 

34496 1,1'0 I CHLOIl:OETHANE 12104/1987 < .500 5.000 .500 .500 UG/l 

NOTEl : • s RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 '" RESULT ....AS REPOIl:TED AS NON-DETECTEO EXCEPT FOR RAG 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: 04/08/99 STATE OF CAlifOIlNIA PAGE: , 
REPORT: RD040/2·3 DRINKING ~ATER PROGRAM 

DRINKING IL\TER ANALYSES RESULTS REPOll:T 

ALL SAHPLES fOIl. ALL COHST ITUENTS - ALL RESUL TS 

fOIl. SAMPLE DATE RANGE Of 19740101 THRU 19990408 

REPORT OF COUNTY: 56 VENTURA 

SYSTEM NO: 5610004 NAKE: CQ./NTY: VENTUAA 

SOU"" NO: 003 NAKE: WELL 13 PSClXlE: CLASS: DEAl) STATUS: AR 

GRClIP IDENTIfICATIOH SAMPLE 

CONSTITUENT IDENTlflCATIOH DATE RESULT OCR TRIGGER UNITM" 
34501 1,1'OICHLOIlOETHYLENE 1210411987 < .'00 6.000 .500 .500 UGIL 
34506 1,l,l'TRICHLORoeTKANE 12104/1987 < .500 200.000 .500 .500 UGIL 
81611 1,1,2-TRICHLORO-l, 2, 2- TRI FLUOROETIIANE 12/04/1987 < .500 1,200.000 10.000 10.000 UGIL 
34511 l,1,2-TRICHLOROETKANE lZ/04/1987 < .500 5.000 .500 .500 UGIL 
34516 1,1,2,2-TETIlACHUJlOETKANE 12/04/1987 < .500 1.000 .500 .500 UG/L 
34531 1,2-0ICHLOROETKANE lZ/04/1987 < .500 .500 .500 .500 UG/L 
34541 1,2-0ICHLOROPROPANE lZ/04/1987 < .500 5.000 .500 .500 UG/L 

TH	 TRIHALCltETKANE'TOTAL 

82080 TOTAL TRIHALOHETKANES 12/04/1987 < .500 100.000 .500 .500 UG/l 

UA	 UNREG. TABLE A 

32101 BROMODICHLORHETHANE (liDO 1210411987 < .500 100.000 .500 .500 UG/L 
32104 BROMOFORM (THH) 12/0411987 < .500 100.000 .500 .500 UG/L 

34413 BROMOMETHANE 12/04/1987 < .500 --------_. .500 .500 UG/L 
34311 CHLOROETHANE 12/04/1987 < .500 --........ .500 .500 UG/L 
32106 CHLOIl:OFORH (THM) 12104/1987 < .500 100.000 .500 .500 UG/L 

34418 CHLOROMETHANE 12104/1987 < .500 -------_.- .500 .500 UG/L 
32105 OIBROMOCHlOROMETHANE (THM) 12104/1987 < .500 100.000 .500 .500 UG/L 
34668 0 ICHLOROOI FLUOROMETHANE 12104/1987 < .500 .......... 1.000 1.000 UG/l 

XX	 GENERAL NQ,ll CHAP 15 

39120 BENZIDINE 08/23/1985 < 40.000 •••••••••• 5.000 •••••••••• UG/L 

NOTE1: • " RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTEZ: .000 " RESUL T ~AS REPORTED AS NON, DETECTED EXCEPT FOR RAe 

Document Provided and Located on: 
 http://www.RocketdyneWatch.org



DATE: G4/08/99 STATE OF CALIFORNIA PAGE: J 
REPORT: ROO4D/2-3 DRINKING WATER PROGRAM 

DRHlKING WATER ANALYSES RESULTS REPORT 

All SAMPLES FOR All CONSTITUENTS - All RESULTS 

FOR SAMPLE DATE WGE OF 19740101 THRU 19990408 

REPal:T OF COONTY: 56 VENTURA 

SYSTEM NO: 5610004 NAME: CWNTY: VENTURA
 

SOJRCE NO: 003 NAME: IJt:LL 13 PSCOOE:••••••• CLASS: DEAD STATUS: ..
 
Gll:llJP IDENTIfiCATION SAMPLE 

CONSTITUENT IDENTIFICATION DATE RESlJl T .. MeL DCR TRIGGER UNIT 

34273 SIS (2·CHLOfl:OETHYl) ETHER 12104/1987 < 5.000 .......... 5.000 _._-- ..... UGIl
 
34704 CIS-1.3-DICHLOROPROPENE 12104/1987 < .500 .500 .500 .500 UGlL
 
39110 DI·N·SUTYLPHTHALATE 08/23/1985 < 50.000 ... -...... 5.000 .._------- UGIl
 
34341 DIMETHYL PHTHALA1E 08/23/1985 < 25.000 ---....... 5.000 ----_._._. UGIl
 
81595 METHYL ETHYl KETONE 12/04/1987 < 1.000 .......... 5.000 -_........ UG/L
 
81596 METHYL ISOBUTYL KETONE 12104/1987 < 1.000 .......... 5.000 -_....... - UG/l
 
34428 N'NI TROSOO I-N-PROPYLAMI NE 08/23/1985 < 40.000 ......... . 5.000 ... __ .. -.. UGIl
 
34418 N'NITROSOOIMETHYlAMIHE 08/23/1985 < 80.000 ......... . 5.000 .. _----.- . UG/l
 
34699 TWS·1.3-DICHlOROPROPEHE 12104/1987 < .500 .500 .500 .500 UG/l
 
34576 2'CHlOROETHYLVINYl ETHER 12104/1987 < 1.000 .......... 1.000 --_....... UG/L
 
34657 2·METHYl·4,6·DI NI TROPHENOl 08/23/1985 < 50.000 .......... 5.000 --_....... UG/L
 
34591 2'NITRDPNENOL 08/23/1985 < 25.000 .......... 5.000 -_........ UG/L
 
34616 2.4·DINITROPHENOl 08/23/1985 < 25.000 ........ -- 5.000 .......... UG/L
 

NOTEl : .. " RESULT IS EQUAL TO OR GREATER THAN TRIGGER 

NOTE2: .000 " RESULT WAS REPORTED AS NOH-DETECTED EXCEPT FOR RAD 
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CHEMICAL 

FACILITIES Il 
INDUSTRIAL ENGINEERING 

ANALYSIS SSFL WG " 

Pale 1 of 2 1-189-83REPORT 
DEPT./GROUP D/031 

SSFL ANALYTICAL ~ISTRY PHONE • .:.7-'5~.;:. _FROM:
 

WATER SAMPLE FROIl__"':::e:..:l:.:l--'#'---'1"'3 TADllI 011 1/l8/83 
3711783DAn OF REPORT WRITIMG 

TEST 

Alkalinity 

Arsenic 

Barium 
Boron 

Cadmium 

Calcium 

Recommended Limits 

0.05 m,,;!l * 
1.0 _'1 * 

0.0'1 mg'l * 

Results 

327 mg/l 

< 0.005 mg/l 

0.92 mg/l 

0.001 mg/l 

164 mg/l 

j 
I 

Chloride 
Chromium 
Color 
Copper 

- --
Cyanide

- -  -
Fluoride 

-
Iron 
Lead 
Hagnes ium 

- -
t\anganese 

- 
Mercury 

250 ~'1 ** 
0.050 mg / l * 

1<:; Units ** 
1.0 "E'l ** 
0.2 _/1 ** 

1.6 mg / 1 at 21.5 to 26.2 °c 
* 

0.3 mg'l ** 
0.05 mg'l * 
125 .g'l ** 
0.05 "'l"fl ** 
0.002 mg'l * 

38 mg/l 

0.002 mg/l 

9 Units 

.(. 0.01 mg/l 

0.4 mg/l 

0.68 mg/l 

<: 0.001 mg/l 

90 mg/l 

0.097 mg/l 

<: 0.0005 mg/l 

- I 

I 

• Title 22 of 7ederel Register TI. Bo k5-11-5-TI 
.. Public Health Serrtce Drinking Veter Stendards of 1962 ft"Oftl "'water Qu"Uty Criterie" 

Stete of ~liforn1~ June 1, 10 76 
A resample of this well was requested (see report Log#2-406-83) after the 

high barium result was obtained and larger than expected discrepancies between 
the calculated hardness from the calcium and magnesium values versus the EDTA 
titration. 

""~PHOVED 

t.\IlORATORY 
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